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ABSTRACT

Puterbaugh, Rebekah Lee. M.S.E., Department of Mechanical and Materials Engineering,
Wright State University, 2008. The Effect of Dissolved Air on the Cooling Performance
of a Partially Confined FC-72 Spray.

The objective of this thesis is to investigate the heat transfer performance of a
partially-confined FC-72 spray with varying dissolved air concentrations. An
experimental test rig consisting of a spray chamber coupled to a fluid delivery loop
system was used to obtain temperature, pressure, and critical heat flux (CHF) data. A
downward facing nozzle within the spray chamber allowed the FC-72 fluid to be sprayed
onto an upward facing, thick-film, resistor heater. The heater was mounted onto a glass
post, with a sump system to allow removal of excess fluid. Type-E thermocouples were
imbedded in the post to obtain temperature data. The parametric ranges for experimental
testing were as follows: volume-percent concentration of dissolved air, 5 < Cp,, < 18%,

chamber pressure, 6.90x 10* < P, < 8.27x10* N/m? (10 < Pey < 12 psia), subcooling, 2 <

AT < 12°C, volumetric flow rate, 6.31 < I}S 10.5 em’/s (6.0 < I; < 10.0 gph). Test
data were obtained for comparison of CHF with varying C while controlling the spray
chamber pressure. No significant variation in heat transfer performance was observed.
The applicability of Henry’s law to the current system was investigated, and air
concentration measurements using Henry’s law were compared with those obtained using
a direct sample method. The resulting air concentration measurements did not agree. An
empirical mathematical relationship allowing for determination of surface heat flux with

varying flow rate was also developed. The relationship was obtained using test data at
flow rates of V = 6.31, 8.41, and 10.5 cm’/s (6.0, 8.0, and 10.0 gph), and was validated

using experimental data obtained for flow rates of ¥ = 7.36 and 9.46 cm’/s (7.0 and 9.0
gph).
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NOMENCLATURE

a acceleration level, g

C % air content by volume, [Vair / (Vrc + Vair)] X 100
C air volume ratio, (V,ir / Vrc)

D, droplet diameter, m

f heater conduction loss fraction

f function, for error calculation

Fr Froude number, v*/aD,

Ga Galileo number, aDp3p2/ u?

Henry’s constant, mol/mol-kPa
heat transfer coefficient, W/(m*-K)
thermal conductivity, W/(m-K)

molar fraction, Ny / (Ngc + Nair)

*

molar ratio, (Nyi; / Nrc)
molar mass, g/mol
number of moles

2
pressure, N/m

v Z o3

partial pressure, N/m?
heat flux, W/m?
heat load, W

QR

resistance,

-+

time, s

~

temperature, K

velocity, m/s

<

volumetric flow rate, m’/s

voltage, V

< T e

3
volume, m
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We Weber Number, pv°D,/ 6

Z thickness, m

z distance from bottom surface of heater conductive layer, m
Greek Letters

p density, kg/m’

u absolute viscosity, kg/m-s

o surface tension, kg/s”

AT Ts-Tear, K

ATy T-Tsat, fluid subcooling, K
Subscripts

air air

amb ambient

b bottom of the heater conductive layer
ch chamber

CHF critical heat flux

cov heater glass cover plate

FC FC-72 fluid

htr heater conductive layer

int interface between heater substrate and insulating support post
m measured

min minimum

max maximum

ref reference value corresponding to rig conditions at time of fluid sample
] heater surface

sat saturation

sub heater ceramic substrate

t top of the heater conductive layer

tot total

0 freestream value

X



I. Introduction

As power capabilities increase with advancing technology, greater amounts of
waste heat are being generated along with greater power. In addition, the power
generating devices are being packaged in smaller spaces, causing increasingly large heat
fluxes. Such heat fluxes must be managed as effectively and efficiently as possible.
Since it takes advantage of the latent heat of vaporization, two-phase cooling is an area of
heat transfer that can be extremely effective for high heat fluxes. Figure 1 shows the
difference in heat transfer coefficients that can be obtained when using two-phase cooling

as opposed to single-phase cooling.
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Figure 1. Heat transfer coefficients: various processes and coolants (Mudawar, 2001).



In two-phase cooling a phase change of liquid to vapor, or boiling, occurs. The
boiling process has varying regimes which occur as heat is transferred from a solid
surface to a liquid in contact with that surface. Included in the regimes are free
convection, nucleate boiling, transition boiling, and film boiling. The boiling regimes are
described well by Incropera and DeWitt (2002). Free convection is the first stage of
boiling. The liquid in contact with the solid surface is heated and fluid motion is
determined by temperature differences within the fluid itself. Bubble formation does not
occur during free convection. In the nucleate boiling regime, bubbles of vapor begin to
form at nucleation sites on the heated surface. The bubbles eventually release from the
solid, allowing lower temperature fluid to come into contact with the hot surface. As the
rate of heat transfer increases, nucleation sites become so abundant that the fluid moves
into transition boiling, and eventually film boiling. During transition boiling, the fluid at
the hot surface oscillates between boiling at nucleation sites and developing a film of
vapor on the heated surface. Once the oscillation stops, film boiling takes over, and the
heated surface is completely covered by a thin vapor layer. Heat transfer to the fluid is
drastically reduced during transition and film boiling due to the inability of the cooler
fluid to reach the heated surface. The primary heat transfer modes become conduction
and radiation, as opposed to convection to the cooler fluid.

Figure 2 shows a typical boiling curve for cooling liquids. The onset of nucleate
boiling, or the point at which bubbles start forming on the solid surface, is shown.
Critical heat flux (CHF), the point at which maximum heat transfer is occurring, is also
depicted, along with the Leidenfrost point, where minimum heat transfer is occurring.
The solid line in the figure depicts the typical boiling curve that will be followed if the
surface temperature of the substance being cooled is controlled. If the heat flux is
controlled, however, the line depicted by arrows will be followed as the heat flux of the
device is increased. Upon reaching critical heat flux, a sharp departure of the boiling
curve will occur and the wall superheat will increase dramatically in a very short period

of time.
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Figure 2. Boiling regimes as a function of heat flux and wall superheat.

Effective heat transfer occurs in the nucleate boiling regime during two-phase
cooling. While free convection does facilitate some heat transfer, the nucleate boiling
regime does so in markedly greater quantities. As can be seen in Fig. 2, the heat flux
continues to increase dramatically after the onset of nucleate boiling until CHF is
reached. If the wall superheat of the device is being controlled, after reaching CHF, the
heat flux decreases dramatically and does not increase again until after the Leidenfrost
point is reached. At the Leidenfrost point, droplets of fluid hover over their own vapor
and do not actually come into contact with the heated surface. Because heat transfer
through the vapor is low, the droplet evaporation time increases. After reaching the
Leidenfrost point, heat transfer begins to increase again once film boiling is achieved as a
result of radiation.

From the plot, it could be inferred that the optimal operating range for maximum
heat transfer is at or near CHF. However, if CHF is exceeded, the surface temperature of

the device being cooled could radically increase, jumping across the boiling curve



instantaneously. In power electronics, tight windows exist for the operating temperature.
A sudden temperature spike could cause burnout of the device, making it unusable. As a
result, operating parameters for any two-phase cooling system for application to power
electronics must be fully investigated. An optimal cooling window must be defined so
that maximum heat transfer will take place without the risk of damage to the device as a
result of reaching CHF.

Several types of two-phase cooling methods exist. Pool boiling is utilized in
devices such as thermosyphons to provide passive cooling. In this method, a pool of
fluid is placed over the heat source. Heat is transferred from the solid surface to the
liquid in contact with that surface. The heat is conducted through the liquid, forming
thermal and density gradients, and causing fluid movement and free convection. As heat
produced by the device increases, the fluid at the heated surface begins to boil and
changes phase from liquid to vapor. As vapor bubbles form on the solid surface and are
released, natural buoyancy carries them to the surface of the liquid, where the vapor is
able to condense and falls back into the pool of liquid. This method is advantageous in
many applications because of its passive nature, but is not always the most optimal
cooling method.

Two-phase forced convection improves upon pool boiling because working fluid
is forced over the hot surface. The forced flow generally has greater velocity than the
free convection flow associated with pool boiling, and thus is associated with higher heat
transfer coefficients. Although forced convection is not a passive cooling technique, the
increased heat transfer coefficients make it an optimal choice in some cooling situations.
Flow boiling is a type of two-phase forced convection that involves flow of the cooling
fluid through a confined space, such as a channel, and can be employed in many different
ways. In some instances, cooling fluid flows past the heat producing devices positioned
in the channel. At other times, the channel walls themselves are the heated surface. In all
instances, however, heat transfer occurs from the heated surface to the cooling fluid,
forming vapor bubbles on the surface. Such bubbles are swept away by the forced flow
of the cooling fluid through the channel. As the fluid sweeps past the heated surfaces,
fresh fluid comes into contact with the heated surface, allowing continued heat transfer.

Many parameters affect flow boiling, such as the size and geometry (Yang et al., 2008) of



the channels, along with the orientation of the channels (Zhang et al., 2005). The amount
of heat transfer possible in flow boiling is also affected by the velocity of the flow and
the amount of subcooling of the fluid (Mudawar and Maddox, 1989). One highly
effective form of flow boiling is subcooled nucleate boiling, which is used in high heat
flux applications. In this method, a liquid is forced over a heated surface, causing the
liquid in contact with the surface to boil, while the bulk temperature of the fluid remains
below the saturation temperature. It is one of the most efficient techniques for extremely
high heat flux removal (Celata et al., 1993).

Jet impingement cooling involves the impact of a high velocity single-phase
stream of fluid onto a surface. Fresh fluid is continuously supplied to the heated surface,
while fluid which has already been used for heat transfer is pushed outward from the jet
impact area. Some parameters that affect the heat transfer include jet diameter, velocity,
and inlet subcooling (Yang et al., 2001). In two-phase jet impingement, the fluid boils as
it impinges onto the heated surface, causing high heat transfer coefficients. While jet
impingement is extremely effective, the large impact momentum on the heated surface
can be damaging to delicate electronic equipment, making it an unsuitable cooling
method for certain applications (Mudawar, 2001). Because the jet is concentrated in a
single stream, the heat transfer is also concentrated, and notable temperature gradients
can develop in the heated surface as a result. Such temperature gradients may also make
jet impingement unsuitable for certain applications where a more constant temperature is
needed throughout the device.

Spray cooling is similar to jet impingement; however, the liquid is broken up into
very small droplets, which impact the heated surface separately. As a result, less impact
momentum is associated with spray cooling than with jet impingement, making it a better
cooling technique for delicate electronic equipment. Because the liquid impacts the
surface in droplets instead of a single stream, the heat transfer is more uniform, creating a
more constant temperature across the device, as opposed to the large temperature
gradients associated with jet impingement (Estes and Mudawar, 1995). A comparison of
the two methods in the non-boiling regime showed spray cooling was able to provide the
same heat transfer coefficient as jet impingement with a substantially lower mass flux

(Oliphant et al., 1998). The heat transfer obtained through the use of spray cooling is



very sensitive to flow rate and droplet size, along with nozzle geometry (Kim, 2007). As
a result, the system must be well-characterized before being used in an application.
Because it encourages high heat transfer, and is gentle enough to be used with
delicate equipment, spray cooling has been seen to have great potential in the area of
power electronics cooling. One environment in which power electronics are used heavily
is in application to aircraft. Before spray cooling can be employed in a system for that
purpose, however, the performance limitations in such an environment must be properly
addressed and defined. Aircraft inherently operate in conditions notably different than
those experienced in terrestrial systems. Not the least of these differences involves
variation in gravity. As a fighter jet goes through maneuvers, the gravity experienced on

the aircraft can range anywhere from -0.5 <a < 7-g, as can be seen in Fig. 3.

a(g)

1] 48.8 97.5 146.3 1950
t (5)

Figure 3. Representative F-15 flight profile (Yerkes and Beam, 1992).

Before a spray cooling system can be applied to power electronics cooling on such an
aircraft, the spray must be adequately characterized in variable gravity.

A system was designed by Baysinger et al. (2004) to attempt to characterize a
spray in variable gravity. A spray chamber was designed which included spray nozzles,

heaters, and sumps to collect excess and condensed fluid. A fluid delivery and



management loop was connected to the spray chamber which included pumps, heat
exchangers and a reservoir. Indium Tin Oxide (ITO) heaters attached to cylindrical
polycarbonate pedestals were used as the heat source for the spray cooling experiments.
To assist with the design, the entire system was modeled, and heat transfer analyses were
performed for the spray chamber, fluid loops, and sumps. The system was flown on
NASA’s KC-135 reduced gravity research platform. Power was supplied to the ITO
heater, but did not exceed Q = 20 W, as the purpose of the flight was to evaluate the
ability to maintain constant flow rate during testing in variable gravity. While the system
was in reduced gravity, surface tension flow of unconstrained fluid was observed around
the nozzle and sump. Variations in flow rate were observed throughout the flight, during
both high and low gravity situations. Analytical calculations for transient temperature
variation were performed and compared with experimental results. Good agreement was
observed, particularly when a ramped heat input was used. It was estimated that 1% of
the heat input was lost to the heater pedestal (= 1%). The spray heat transfer coefficient
was estimated to be h = 20,000 W/(m?-K) and the pedestal wall heat transfer coefficient
was estimated to be 200 < h < 250 W/(m*-K).

Baysinger (2005) used the test rig to perform baseline spray cooling tests under
terrestrial gravity conditions. Testing was performed on both a downward-facing nozzle
spraying onto an upward-facing heater, and an upward-facing nozzle spraying onto a
downward-facing heater. Subcooled FC-72 was used as the working fluid. Numerical
analysis of the heat transfer throughout the heater pedestal was performed using finite
element software. The numerical analysis, in combination with experimental data,
allowed estimation of the heat transfer coefficient along the top of the heated surface.

The heat transfer coefficient was estimated to range from 10,000 < h < 15,000 W/(m*-K)

for 4.21 < I} < 10.52 cm’/s and 0 < Q < 50 W for both the upward- and downward-
facing heaters. The previous estimate for the amount of heat lost down the pedestal of /'~
1% was adjusted to be 1.0 << 2.5% as a result of analysis.

The test rig designed by Baysinger et al. (2004) was used in further experiments
by Yerkes et al. (2006). The polycarbonate heater pedestals previously used were
replaced with glass pedestals, and the heat transfer coefficients around the heater pedestal

and conduction losses were determined using numerical and analytical analyses. The



numerical analysis was performed using a finite-element analysis. The pedestal was
divided into two pieces, one being the ITO heater and the other being the glass post to
which the heater was affixed. The ITO heater region was treated as a steady-state one-
dimensional heat conduction problem with internal heat generation. The glass post was
treated as a steady-state two-dimensional heat conduction problem, solving once for a
semi-infinite rod solution, and once for a finite rod solution. The temperature at three
locations in the heater pedestal was determined using both the numerical and analytical
formulations.  Thermocouples positioned at each of the three locations allowed
comparison of the numerical, analytical and experimental results. The numerical and
analytical formulations were also used to estimate the amount of heat lost down the
heater pedestal. The test rig was flown again on NASA’s reduced gravity platform. The
Nusselt number was found to decrease with increasing (Fr'*Ga)"” for a nominally fixed
Weber number. The physical reason for such a result was not fully understood at the
time, although possible explanations were given such as: variation in flow rate,
recirculation of the spray film back onto the heater surface, influence of the partially-
confined geometry over the heater surface, or effects of absorbed air in the FC-72
working fluid.

Upon observation of variable-gravity effects on the system, the possible effects of
various other parameters on the cooling system were considered. One such parameter
was determined to be dissolved air in the cooling fluid, as previously mentioned. It has
been noted in previous research that the heat transfer associated with spray cooling is
affected by the amount of dissolved air present in the cooling fluid. Although research
has been conducted concerning this topic, the effect of dissolved air on spray cooling
efficiency has not been completely characterized.

The effect of dissolved air on spray cooling with water as the working fluid was
investigated by Milke et al. (1997). A solid plate of Macor, a glass-like material, was
heated using radiant heaters, and spray cooled using a droplet dispenser positioned
vertically over the tile. An infrared camera was used to record the transient thermal
behavior of the Macor as the droplets were dispensed onto the surface and evaporated.
Initial surface temperatures used in the experiment were 7, = 110°C, 130°C, 150°C,

160°C, and 180°C. Air-saturated, deionized water was sprayed in a range of mass fluxes



from 0.24 to 1.6 g/(m’-s). Three varying mass fluxes were used for each initial
temperature. The results from Milke’s experiment were compared with results obtained
in previous experiments involving degassed, deionized water, performed by Dawson and
diMarzo (1993). For air-saturated water, as well as degassed water, the heated surface
showed exponential cooling from the initial temperature to a steady state temperature. In
the experiments involving air-saturated water, however, a lower steady state temperature
was achieved than in those involving degassed water. To quantitatively compare the
degassed and air-saturated results, the solid surface temperature drop along with a
reference temperature was examined. The reference temperature was defined as the
difference between the solid surface temperature at the onset of nucleate boiling for
degassed water and the actual initial solid surface temperature. The ratio of the surface
temperature change to the reference temperature was examined for air-saturated and
degassed water spray cooling. For large ratios, the air-saturated and degassed water had
similar cooling effects on the heated surface. For smaller ratios, however, it was
observed that dissolved gases in the water enhanced cooling. The actual amount of
dissolved air in the fluid was not calculated or measured.

The effect of dissolved air on spray cooling with FC-72 was addressed by Lin and
Ponnappan (2003). A multi-nozzle plate containing eight miniature nozzles was used to
spray cooling fluid over a surface area attached to a copper block heated by cartridge
heaters. The nozzle array was used to investigate thermal performance data for various
fluids, operating temperatures, nozzle pressure drops, and heat fluxes. To directly
address the effect of dissolved air on the thermal performance of the system, tests were
run using FC-72 as a working fluid. A test was run using liquid that had been degassed,
and another was run using liquid containing a certain unspecified amount of air. The
degassing method for the liquid was not mentioned, but a difference in chamber pressure
verified the tests were run at differing air contents. The chamber pressure when using
liquid containing air was P, = 0.85 bar while the pressure when using degassed fluid was

P, = 0.295 bar. The volumetric flow rate per unit cooling area onto the heated surface

was between ¥ = 0.019 and 0.0205 m’/(m’-s) for both tests. Results from the test
involving degassed fluid indicated better thermal performance than that involving

dissolved air up until CHF was reached. After reaching CHF, performance was better



when dissolved air was present. The surface temperature was higher when dissolved air
was present for ¢ <70 W/em®. For ¢ > 70 W/cm?, however, the surface temperature was
lower when dissolved air was present. The amount of dissolved gas was not directly
measured or calculated.

Horacek et al. (2003) investigated the effect of dissolved air on spray cooling heat
transfer using a full cone spray nozzle and microheater array. The test system was a
closed flow loop including a spray chamber, condenser and pump. The array consisted of
96 microheaters maintained at a specified constant temperature using 96 separate

Wheatstone bridge feedback circuits. The flow rate through the spray nozzle was set at

V = 37 ml/min (0.62 cm’/s). Saturation temperatures varied for each test, but were
between 25°C < T < 65°C. FC-72 was used as a test fluid, and the amount of dissolved
air in the fluid was controlled by varying the pressure within the test section using a
vacuum pump. Five test cases were conducted with varying air content and thermal
subcooling in the working fluid. As the amount of dissolved air in the working fluid was
increased, the overall spray cooling efficiency was seen to increase when the five cases
were compared. Heat flux was plotted as a function of wall temperature. On the plot, the
cooling curves were shifted to the right as air content increased. CHF levels ranged from
approximately 40 < gcpr < 65 W/em?, increasing as the amount of air increased. The
shift of the curves to higher temperatures as air content increased was attributed to higher
saturation temperatures. Other reasons for the effect of the dissolved air were proposed,
such as possible additional single phase convection of the heater areas not covered by
drops. It was also theorized that the air may cause bubble nucleation within the spray
droplets, increasing the liquid-solid contact area, or the liquid-vapor contact area. For the
experiment, Henry’s law was used to calculate the amount of dissolved air via partial
pressure. Henry’s law states that the solubility of a gas in a liquid at a given temperature
is directly proportional to the partial pressure of the gas over the solution. For example,
when the pressure exerted on a closed container with liquid and air inside is increased,
the solubility of the air in the liquid is increased. Thus the liquid in the container is forced
to absorb more air. While Henry’s law provides a means of measuring the amount of
dissolved air in the fluid, it does not provide a way of determining the distribution of the

air in the flow loop.
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Further work was done by Horacek et al. (2004) to investigate the effect of
dissolved air on spray cooling heat transfer using measurements of time- and space-
resolved heat transfer distributions and measurements of the liquid-solid contact area and
three-phase contact line length. The experimental setup was similar to the previous
experiment described above, with the same flow loop and heaters. A high-speed digital
camera was used to record spray visualizations through the semi-transparent heater array.
From the spray visualizations, areas of liquid-solid contact were measured using a total
internal reflectance technique. The technique was implemented using a right angle prism
in contact with the underside of the heater array. A light source was placed such that
total internal reflection of the light occurred at the interface between the vapor in the
chamber and the surface of the heater array. In the images taken by the camera, areas
where vapor was in contact with the heater array surface would be bright while areas
where liquid was in contact with the surface would form a dark region. As a result, the
amount of area covered by liquid on the heater, along with the length of the three-phase

contact line could be determined from the images. FC-72 was used as a cooling fluid.

The flow rate through the spray nozzle was set at I} =32 ml/min (0.62 cm’/s). Five test
cases were run. Thermal subcooling, or the temperature difference between the reservoir
temperature and the liquid spray temperature, ranged from -1.5 °C to 21.1 °C for the five
tests. Gas subcooling, or the difference between the saturation temperature and the
reservoir temperature, ranged from 3.6 °C to 39.6 °C. As with the previous experiment,
the overall spray cooling efficiency was seen to increase with increasing air content when
the five cases were compared. CHF levels ranged from approximately 50 < gcur < 95
W/em?, increasing as the amount of dissolved air increased. The results from the
experiment indicated that an increase in dissolved air within the fluid caused the
saturation temperature of the fluid to increase, thereby increasing the subcooling of the
fluid. The increase in subcooling then caused an increase in heat transfer. Visualization
of the spray indicated that increased air content in the fluid caused intermittent dry
regions to appear on the heater in greater number and frequency than in cases when air
was not present. A proposed reason for this was the mass transport of the absorbed air
escaping the liquid as it was heated. As in the previous work, partial pressures were used

to calculate the amount of dissolved air in the liquid.
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The objective of the present investigation was to determine the effect of absorbed
air on critical heat flux with FC-72 as the working fluid while controlling the spray
chamber pressure. For the current experiment, 3M Fluorinert FC-72 was chosen as the
working fluid. The choice to use such a fluid was based on several reasons. FC-72 is
dielectric, and thus can be sprayed directly onto electronic components, in this case, the
thick film resistor heater, without causing damage due to electrical conduction. The
saturation temperature and pressure of FC-72 is low enough that even when the fluid was
boiling, everything on the test rig was still cool enough to touch. In addition, FC-72 is
non-corrosive, non-toxic, non-flammable, and inert. Because the test rig was also used in
variable gravity on NASA’s reduced gravity aircraft, safety was a major concern, and
inert fluid was required. In contrast to previous research, the amount of dissolved air per
unit volume was measured directly. Because amounts of air as large as 48% by volume
can be dissolved in FC-72 (3M, 1999), an understanding of the effect of dissolved air on
surface heat flux is critical to understanding the general effectiveness of spray cooling
using FC-72. For the experiment, data was collected over a range of volume-percent air
content of approximately 5 < Cy, < 18%, chamber pressure, 6.90x10* < Py, < 8.27x10*
N/m? (10 < Py < 12 psia), and amount of subcooling, 2 < AT, < 12°C. Each data set

contained test runs at flow rates of 1}: 6.31, 8.41, and 10.5 cm’/s (6.0, 8.0, and 10.0
gph), a specified air content by volume, Cy,, chamber pressure, P, and fluid subcooling,
AT. The percentage air by volume in the FC-72 was measured directly using an aire-
ometer and fluid samples from the test rig, then corrected for experimental conditions
using a ratio of partial pressures. An empirical mathematical model was also developed,
relating surface heat flux to volumetric flow rate, subcooling, sensible heat, and CHF.
The applicability of Henry’s law and the use of partial pressures to calculate air

concentration was considered and compared with the volume measurements.
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II. Experimental Design and Test Procedure

The test rig used for experimentation was very similar to that described by
Baysinger et al. (2004, 2005), and Baysinger (2005). There were, however, a few main
differences. In the current experiment, glass pedestals replaced the polycarbonate
pedestals described previously. The stainless steel reservoir in the FC-72 loop was
replaced with an acrylic reservoir to allow visualization of the test fluid. Aluminum
sumps replaced the polycarbonate sumps used in the initial rig design. The Indium Tin
Oxide heater used previously was replaced with a thick film resistor heater.

A spray chamber coupled to a fluid delivery loop system made up the two main
components of the test rig. A view of the entire test rig can be seen in Fig. 4, while a

close-up of the chamber can be seen in Fig. 5.

Figure 4. Experimental test rig (Baysinger et al., 2004).
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Figure 5. Experimental test chamber (Yerkes et al., 2006).

The structural frame of the test rig was composed of T-slotted aluminum
extrusions. The spray chamber was cylindrical, with a cooling jacket surrounding the
circular frame. The end caps were fabricated of thick acrylic plates to allow visualization
during experimentation. Within the spray chamber, two opposing nozzles allowed fluid
to be sprayed onto two opposing thick-film resistor heaters manufactured by Mini
Systems, Inc. The heaters were mounted on glass posts to give structural support and
also for insulation to minimize heat loss. A sump system was used to remove excess
fluid from around the heaters. To help control spray splash-back, angled containment
caps were placed over the sump annuli, between the spray nozzles and the heater
pedestals. A circular opening at the top of each cap allowed the spray to enter and
contact the heater. The positioning of the heater post with respect to the drain sump and
containment cap can be seen in Fig. 6. Because the test rig was also used in variable-
gravity testing, a wick structure consisting of wire mesh and stainless steel was placed

against the inner wall of the cylindrical test chamber to assist with fluid containment.
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During testing, temperature data was taken using thermocouples imbedded within the

heater pedestal. For the current experiment, only the bottom nozzle was used.

Glass Heater Post

1 : "—”1’1 I\

—~ ] )
b L —> ras
/_ ]

Containment Cap

Fluid Qutiet ‘ l Assembled Sump

L

A

Figure 6. Pedestal and sump arrangement (Yerkes et al., 2006).

The fluid recirculation system consisted of three loops. A flow schematic
showing each loop and the instruments contained therein can be seen in Fig. 7. One loop
was the test fluid circulation loop, labeled Loop A in Fig. 7, which contained the cooling
fluid. The FC-72 circulated through the loop and was sprayed from the nozzle onto the
heater surface during testing. The second fluid loop, labeled Loop B in Fig. 7, was a
drain loop for the cooling fluid. The purpose of the drain loop was to remove excess
fluid from the spray chamber to ensure the chamber never became flooded. The third
fluid loop, labeled Loop C in Fig. 7, contained water, whose temperature was controlled
using reheaters in the loop. The water was circulated around the chamber to control the
saturation temperature and pressure of the FC-72 within the chamber. Tubing in low
pressure regions of the fluid loops was composed of plastic, while in regions of higher
pressure stainless steel was used. The system was monitored using a data acquisition

system, flow meters, pressure transducers, and type E thermocouples.
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Figure 7. Flow loop schematic for the experimental test rig.
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The 0.016 m diameter heater pedestal used in the experiment was similar to that
described by Baysinger (2005). However, in the current experiment, a thick film resistor
(TFR) heater was used. A total of five layers of material made up the heater pedestal
assembly: the TFR heater, two glass wafers, a glass post, and a glass base. The layers,
with the exception of the glass base, can be seen in the side view of the heater pedestal
shown below in Fig. 8. The grooves in the side of the pedestal allowed space for

thermocouple wires in the various pedestal layers.

2004 03 19

Figure 8. Heater pedestal side view (Yerkes et al., 20006).
The heater consisted of a ceramic substrate, a thick film resistive element, and a
glass cover plate. The thicknesses and thermal conductivities of these materials can be
seen in Fig. 9. The ceramic substrate forms the base of the heater, while the glass cover

plate protects the resistive element.

0.000040 Cover 1.04

Thickness (M) 0.000008{| Resistive Element  [}1.04 Thermal Conductivity
(W/m-K)

0.000634 Substrate 27.0

Figure 9. Heater layer dimensions and thermal conductivities (not to scale).
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The heater was attached to the first glass wafer using optical cement. That glass
wafer was then attached to the second glass wafer, which was attached to the glass post.
The whole assembly was then attached to the glass base. The components of the heater
pedestal assembly can be seen in Fig. 10, while the fully assembled pedestal can be seen
in Fig. 11. The purpose of the glass wafer layers was to allow thermocouple placement at
various points in the pedestal. A photograph showing thermocouple placement in the

pedestal can be seen in Fig. 12.

200403 19

Figure 10. Heater pedestal components (Baysinger, 2005).

200403 19

Figure 11. Fully assembled heater pedestal (Yerkes et al., 2006).
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Figure 12. Heater pedestal top view with thermocouples (Yerkes et al., 2006).

To control the amount of air contained within the FC-72 at any given time,
several techniques were used. Before the FC-72 loop on the test rig was filled, the fluid
was boiled to remove as much air as possible from solution, resulting in fluid that was
approximately C = 4% air by volume. The loop was then filled following the fill
procedure outlined in Appendix A. Following the fill, the amount of dissolved air in the
loop fluid was determined via a fluid sample. A complete step-by-step procedure for
obtaining and analyzing a sample is given in Appendix A. If the amount of air was
greater than desired, a Membrana Superphobic membrane filter, Model G628, was used
to remove air from the FC-72. The filter can be seen in Fig. 13 and consists of a plastic
cylinder with an internal membrane permeable to air, but impermeable to FC-72. Three
fittings were incorporated into the filter: One to which a vacuum pump was attached, and
two others which allowed the working fluid to pass from the rig, through the filter and
return to the rig. As the fluid flowed through the filter, air was removed. If the amount
of air in the fluid was less than desired, additional air was bled into the system. The
chamber pressure was used as a rough indicator of the amount of air in the system at any
given time. If a more specific measure of the amount of air in the system was needed, a

fluid sample was taken and tested. Figure 14 shows the rough correlation between the
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amount of dissolved air present in the system and the system chamber pressure. The

procedure for use of the membrane filter can be found in Appendix A.

Cn (%)
>
(o4

0 T T T T T T T
0 10 20 30 40 50 60 70 80

P ch (kPa)

Figure 14. Variation in C,,, with Pgy,.

Before each test run, a sample of FC-72 was taken and tested for air content using
a Seaton-Wilson AD-4003 aire-ometer, which can be seen in Fig. 15. These samples
were extracted through the fill valves downstream of the reservoir, as shown in the flow
loop schematic in Fig. 7. To keep any non-system air from being introduced to the

sample, the sample line was purged of air and replaced with working fluid. Each sample
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was then pressure-fed to a hypodermic syringe consisting of approximately 5 ml of fluid.
The sample volume was less than 1% of the total fill volume of the spray system. During
analysis, 1 ml of the sample was used to flush the Aire-ometer liquid line. A 1-ml sample
was then placed in the Aire-ometer tube, and the fluid contained within the tube was
placed under a slight vacuum, separating the gas contained within the fluid from the fluid
itself. Once the gas and fluid were separated, a reading was taken. Three 1-ml samples
were analyzed, at a given air content condition, to ensure repeatability. After multiple
samples were taken, depleting approximately 20 to 30 ml of fluid volume in the flow

loop, the test rig was topped off using additional degassed fluid.

Figure 15. Aire-ometer used for measuring dissolved gas concentration in fluids.

During testing, several experimental parameters were controlled to obtain the

desired testing conditions. Such parameters included the chamber pressure, P, the

amount of subcooling, AT, the flow rate, ', and the heat rate, Q. The chamber

pressure, P, was controlled during testing and adjusted if necessary using a reheater
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incorporated into the water loop. A reheater in the FC-72 loop was used to raise the FC-

72 liquid temperatureat the nozzle to achieve the desired amount of subcooling, AT.

The flow rate, V', was set to the desired amount and adjusted as necessary throughout the
experiment. Once the system was determined to be in equilibrium, the test was started.
Tests were conducted by supplying voltage to the thick film resistor heater starting at Q =
5 W and incrementing the heat input by 5 W every 2 minutes, allowing the system to
reach steady state at each heater increment. For data evaluation purposes, steady state
was defined to be reached when the change in heat interface temperature with respect to
time was less than 0.05 °C/s. Qcpr was defined to be 2.5 W less than the heater power
load at which CHF appeared to occur. Such a method for determination of Qcpyr was
developed to account for the fact that the actual power at which CHF occurred may have
been at a level lower than the final power setting, but higher than the previous power
setting. Once CHF was reached, the heater power was turned off and the test was

terminated.
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III. Empirical Mathematical Relationship

For data reduction purposes, it was necessary to determine the surface
temperature of the heater. Because no thermocouple was placed on the surface of the
heater, no direct method for obtaining the surface temperature existed. As a result, the
temperature was calculated using the heater interface temperature, a location at which a
thermocouple reading was obtainable. To derive an equation for the surface temperature
in terms of the interface temperature, the conservation of energy equation was used,
along with interface boundary conditions for each of the three heater sections. The
geometry of the thick film resistor (TFR) heater, along with the heat transfer can be seen
in Fig. 16.

T

T
Region 1: Z.o, keov 3 Cover

. (1)*0

Region 2: Zp. knir { . T Heater T

Ty

[ o
Region 3: Zgp, ksuy < Substrate
* Tint

Figure 16. Thick film resistor heater schematic (not to scale).

In Fig. 16, the power produced by the resistive heater is denoted by Q, while f'is
the fraction of heat transferred down the pedestal. The value of f was assumed to be
1.5%, an intermediate value in the range specified in previous papers (Baysinger et al.
2005; Baysinger 2005). The heater was divided into three regions, and each region was
analyzed using the energy equation as the governing equation, with the interface fluxes

and temperatures as the boundary conditions.
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Region 1, the cover, can be seen in Fig. 17 below, along with the flux boundary
conditions and interface temperatures. One-dimensional steady state heat conduction was
assumed, with no heat generation.

. / dT/dz = (W )T, - T)

©

T, |
ZCOV

dl

7

dT/dz = (1) OlkeoyA

Figure 17. Cover geometry with boundary conditions.

The conservation of energy equation and boundary conditions for Region 1 are:

2
d ?:0
dz (1)
atZ ZCOV’d_T:L(TOO_TS)
dz kg, )
w20, 97 _=(=/)0
dz k., A (3)

The first boundary condition was due to convection between the upper surface
and the cooling fluid. The second boundary condition was due to conduction from the

heater through the cover.

Upon integration of Eqn. (1) and application of the boundary conditions, the

equation for 7 in terms of 7; was determined to be:

T = _% +T,
koo A 4)
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Region 2, the heater, can be seen in Fig. 18 below, along with the flux boundary
conditions and interface temperatures. One-dimensional steady state heat conduction was

assumed, with heat generation.
dT/dz = -((1-) Q) (kneA)

ZTI_:Tt / | § 7w
\

"
d7/dz = (fO)/(kneA)

Figure 18. Heater geometry with boundary conditions.

The equation for Region 2 can be seen in Eqn. (5) below, along with the boundary

conditions in Eqns. (6) and (7):

2
d 2T +-£ 20
dz=  ky, (5)
at z =thr’ d—Tz—(l_f)Q
dz kA (6)
at z =0, d—T = —fQ
dz k4 (7

The first boundary condition was due to conduction from the heater to the cover,
while the second boundary condition was due to conduction from the heater to the

substrate.

Upon integration of the equation and application of the boundary conditions, the

equation for 7; in terms of 7} was determined to be:

Tt :%(f_lj-i-Tb

Ak, 2 (8)
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Region 3, the substrate, can be seen in Fig. 19 below, along with the flux

boundary conditions and interface temperatures. One-dimensional steady state heat

conduction was assumed, with no heat generation.

d7/dz = (fO)/(kunA)

e N

11

Z sub

T\

d7/dz = (fO)/(ksunA)

Figure 19. Substrate geometry with boundary conditions.

The equation for Region 3 can be seen in Eqn. (9) below, along with the boundary

conditions in Eqns. (10) and (11):

2
d{:O
dz
dz kA
atz=z., LSO
dz k_,A

sub

)

(10)

(11)

The first boundary condition was due to conduction from the heater to the

substrate, while the second boundary condition was due to conduction from the substrate

to the glass pedestal.

Upon integration of the equation and application of the boundary conditions, the

equation for 7y in terms of 7j,; was determined to be:
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ksubA sub int (12)

Combining the three equations yields the surface temperature in terms of the

interface temperature:

_=(-r) QL( _lj o
T = . AQZ°°V+Ak f 2+T+ Z

cov htr

int kA sub (13)
The surface temperature from Eqn. (13) was used for data reduction purposes.

Upon observation of data obtained through various experimental test runs, it was
theorized that an empirical mathematical model for heat flux curves could be developed
which would take into account subcooling, sensible heat, CHF, and volumetric flow rate.
Heat flux was plotted as a function of wall superheat, the temperature drop from the
surface of the heater to the saturation temperature: AT = Ty - Ty. A second-order
mathematical relationship allowing determination of surface heat flux for a given flow
rate and surface temperature was developed. Figure 20 shows a theoretical heat flux
curve with the key points of interest noted. Such key points are A7 the point at which
T — Tsat = Tr— Tsat, g(ar=0): the heat flux at which saturation temperature is reached, and

gcur and ATcyr, corresponding to the point at which CHF is reached.

YcHF

UaT=0)

v %
AT AT =T - Ten ATenr

Figure 20. g vs AT showing key points for coefficient determination.

To develop the empirical relationship, the surface heat flux, g, was assumed to be

a second-order function of A7. Such an assumption was made as a result of the shape of
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the curve when heat flux was plotted as a function of wall superheat. As a result, the

general equation for heat flux was:
g =aAT* + bAT +c (14)

The coefficients a, b, and ¢ were determined using ATy, along with the volumetric flow

rate, V', and functional relationships for the sensible heat, gr-0), the critical heat flux,
gcur, and the AT at which critical heat flux occurs, ATcpr.
The functional relationships were developed by plotting each of the three

variables, gr-0), gcur, and ATcur, against flow rate for experimental data at three

different values for V' . After the plots were made, a second-order polynomial fit was

used for each variable to obtain a relationship as a function of V' . Figures 21 through 23

show the three functional relationships for gar-0), gcur, and ATcur with volumetric flow

rate, V , for the case of C = 10%, 10 < AT, < 12°C, and V = 6.31, 8.41, and 10.5 cm’/s
(6.0, 8.0, and 10.0 gph).

4 i aT=-0)

0) (\Wcmz)

q (ar—o) = -0.4839 Vr1+11.217 V -29.29

{ (AT

0 T T T T T 1
0 2 4 6 8 10 12

14 (cm3/s)
Figure 21. Functional relationship equations for gat=0); Cm = 10%, 10 < AT < 12°C,

and V =631, 8.41, and 10.5 cm’/s.
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Figure 22. Functional relationship equations for gcpr; Cm = 10%, 10 < AT < 12°C, and

V =6.31,8.41, and 10.5 cm’/s.
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Figure 23. Functional relationship equations for ATcpp; C = 10%, 10 < AT, < 12°C,

and ¥ =6.31, 8.41, and 10.5 cm’/s.

Following determination of the functional relationships, the coefficients of the

general equation were determined. First, the coefficient ¢ was determined using gt-o):
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Qar-0) = a(0)* +b(0)+c

(15)
€ = {4 (ar=0)
(16)
The general equation then became:
q = aAT? + AT + q(ur_y)
(17)

The coefficients a and b were then evaluated using the following simultaneous equations:

9cur = a(ATCHF )2 + b(ATCHF )+ q(ar=0)

(18)
and
0 = a(ATsc )2 + b(ATsc )+ q(AT:O)
(19)
Following algebraic manipulation, coefficient @ was determined to be
2
q(AT:O)ATCHF
denr + T ~ 4 (ar=0)
d=— q(AT:O) sc
AT’ AT
B AT { AT, ~2Ton (20)
and coefficient » became
q N Q(AT=0)AT02HF i
. CHF ATSi (AT=0)
- AT}, 21
|:ATCHF _ AYC{ZF :| ( )

Upon determination of the coefficients, Eqn. (17) can be used to predict heat flux

behavior of a cooled surface based on flow rate and amount of subcooling.
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IV. Results and Discussion

The objective of the current experiment was to determine the effect of variation in
dissolved air content in a spray cooling system. The dissolved air was measured directly
by volume using an aire-ometer. As opposed to direct measurement, work performed by
previous researchers has involved determination of dissolved air amounts using partial
pressures and Henry’s law.

McMurry and Fay (1995), state that the gas solubility of a liquid is proportional to

the partial pressure of the gas over the solution,

s

M =HP

) (22)
where H is Henry’s constant, and varies depending upon the working fluid and
temperature. Henry’s law is generally applied to a closed, steady state system. McMurry
and Fay (1995) described Henry’s law and its effects on a system. When a system is at
equilibrium at a given pressure, equal numbers of gas particles are entering and leaving
the solution. If the pressure in the system is increased, more gas particles are forced to
enter the solution than to leave it. When a new equilibrium is established, more gas
particles are in the liquid than were previously, but the gas particles entering the solution
and those leaving are once again equal. Henry’s law is applicable to the system only
when it is in equilibrium.

Another notable characteristic of Henry’s law is that it is only applicable to dilute
gas-liquid solutions. Cengel and Boles (1989) characterize dilute gas-liquid solutions as
liquids with a small amount of gas dissolved in them. Unfortunately, a better description
of a dilute solution was not found. Cengel and Boles did mention the case of ammonia in
water as being one to which Henry’s law was not applicable, because ammonia was too
soluble in water. According to the Spacecraft Water Exposure Guidelines for Selected

Contaminants (2007), ammonia is soluble in water up to 31% at 25°C.
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Also important to note is the temperature dependence of Henry’s constant for a
given gas-fluid mixture. According to Smith and Harvey (2007), Henry’s constant has
significant non-linear temperature dependence such that in some cases, a temperature
variation of 10°C can cause a change in Henry’s constant by as much as a factor of two.
Henry’s constant typically increases with temperature up to a certain maximum, then
decreases with further increases in temperature.

During testing, samples of FC-72 were taken for each data set to determine the air
content as a volume fraction, Cy, = [Vair / (Vec + Vair)] * 100, while the spray chamber
was at saturation conditions with an ambient temperature of Tpmp, = 20.5 = 0.5°C. Upon

determination of C,, that value was converted to a volume ratio, Cm* = V.ir / Vi, by the

)
o \100

i)

To implement Henry’s law, the volume ratio was converted to a molar ratio, as shown

following equation:

below:

e 2]

Prcrer N\ Mair (24)

Control of the spray chamber pressure was used to maintain a specific fluid
saturation temperature during testing. This was done in an attempt to ensure
comparability of test results. Although control of the chamber pressure was attempted,
identical thermodynamic conditions within the chamber for each test run could not be
ensured. As a result, the air content in the fluid being sprayed onto the heater during a
test run may have differed from the air content in the fluid being sprayed onto the heater
when a fluid sample was taken prior to testing. A method for obtaining a corrected
volume ratio, taking into consideration pressure variations during sampling and testing,
was developed. The pressure-corrected volume ratio, C", was obtained using a ratio of

Henry’s law:
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m g.ref
M =HP, (25)
which simplified to give:
I M P,
Ly rer (26)

The above equation then had to be converted back to volume ratios to give the desired
corrected volume ratio. Equation (27) gives the corrected molar ratio in terms of the

corrected volume ratio, similar to Eqn. (24) for the measured values.

Prc )\ My 27)

Using Eqn. (26) in conjunction with Eqn. (24) and Eqn. (27), the corrected volume ratio

was determined to be:

Cm*Pg[pFC j
* p ir
C — at

pFC,ref (28)

p air,ref

The corrected volume ratio, C", was then converted back to a volume fraction, C.

Figure 24 shows a typical experimental heater temperature trace with time.
Voltage was supplied to the thick film resistor heater starting at Q =5 W. The heat input
was incremented by 5 W every 2 minutes, allowing the system to reach steady state at
each heater increment. When the change in heater interface temperature with respect to
time was less than 0.05 °C/s, steady state was considered to have been reached. Critical
heat flux was considered to have been reached when a dramatic increase in 7y indicated
loss of sufficient heater cooling, and the temperature cut-off switch on the heater power
was triggered at Ti, > 130°C. The steady state increments for several power settings can

be seen in Fig. 24 below, along with the temperature spike indicating CHF.

33



h
i

0 500 1000 1500 2000
t (s)

Figure 24. Heater temperature variation with time.
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To evaluate the effect of varying C on critical heat flux, test runs were grouped

according to those with statistically comparable V', AT, and P. Although statistical
comparability was the goal, some of the variables, notably P.,, were difficult to control.
As aresult, a few of the parameters in the test cases did not fall within statistical bounds
of each other. Groupings were made such that possible trends could be identified. Four

sets of three test runs were found to be comparable, as shown in Table 1. Tests

conducted with little to no variation in the experimental parameters, V' , ATy, P, and
Cn, were seen to yield repeatable results. The heat flux curves in such cases were very

similar, and CHF occurred at a similar heat load.
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Set | Run | () ATy (°C) Pa(kPa) | Cu(%) | C(%) | geur (Wiem?)
a 635+0.074| 11.40+£040] 57.78+0.97 82| 80421 65.18+ 1.8
1| b 628+0.063 | 11.01+£040] 57.23+097| 10+2| 10.00+2.1 63.36 + 1.8
c 62840053 | 1133+040| 7281+1.0] 18+2] 18.12+22 62.83 + 1.8
a 854+0.13] 891+090| 60.12+2.1 5+2| 5.15+37 69.48 = 1.8
2 | b 8.50+0.095 10.40+0.80| 79.78+2.1| 10+2| 1029+3.3 6934+ 18
c 839+024| 822+040| 8040+12] 16+2| 16.16+2.1 60.72+ 1.8
a 881+0.15] 11.86+0.60| 4027+13 52 5.00+22 71.64+ 18
3| b 837+0.16| 11.94+050| 59.71+12] 10+2| 10.00+2.1 76.84+ 1.8
c 842+0.095 12.18+040| 7660+1.1| 18+2| 18.12+22 76.92+ 1.8
a | 1050+0.063| 1241+£050] 61.16+1.2 82| 8.02+2.1 91.09 + 1.8
41 b 10434058 12.67£040| 61.64+1.0] 102 10.00+2.1 90.64 + 1.8
¢ | 1053+0063| 12.83+040| 7929+12| 18+2| 18.12+22 8735+ 1.8

Table 1. Experimental results including precision error only.
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Experimental data showing heat flux curves for each of the data sets in Table 1
can be seen in Figures 25 through 28. Each plot shows a distinct heat flux curve for each
test run in each set. Comparing all four figures, no trend can be seen with varying Ci,.
For example, in Fig. 25, the test with the lowest Cy, shows the lowest values for ¢, while

in Fig. 26, the test with the highest Cy,, shows the lowest values for g.
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Some of the results shown in Table 1 were to be expected. Comparison of Sets 1,
3 and 4 shows an increase in CHF with flow rate, as is consistent with previous findings
by Estes and Mudawar (1995) and Rybicki and Mudawar (2006). Comparison of Sets 2

and 3 shows an increase in CHF with subcooling, as is consistent with previous findings
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by Lin and Ponnappan (2003), Horacek et al. (2003, 2004), and Rybicki and Mudawar
(2006).

It can be seen from Table 1 that no statistical variation in CHF occurred in Set 1
of the test runs. While Runs la and 1b did not have statistically different air content
values, the air content value for Run 1c¢ was notably higher. From previous research, one
would assume that the higher air content would result in a higher CHF (Milke et al.,
1997; Horacek et al., 2003, 2004). In fact, the higher P, value for Run 1c would also be
expected to cause an increase in CHF. Such a result was not observed. The values for
P, and C increased for each run in Set 2, which would be expected to cause consistently
increasing values for CHF. Run 2c¢ actually showed a decrease in CHF when compared
with Runs 2a and 2b, which were statistically similar. A possible explanation for the
lower CHF value could be the slightly lower flow rate in Run 2c, coupled with a slightly
larger than normal error. CHF values for Runs 3b and 3c were slightly higher than those
for Run 3a. The increase between Runs 3a and 3b could be explained by the increases in
P., and C. However, Py, and C also increased from Run 3b to Run 3¢, and no
corresponding increase in CHF was observed. In Set 4, CHF values for Runs 4a and 4b
were similar, which was to be expected, as they had statistically similar values for C and
Pg. In Run 4c, however, CHF decreased, which was counterintuitive, as both C and Pg,
were statistically higher.

There was no significant increase in CHF when P, was controlled. A possible
explanation could be that the air content values did not cover a wide range. In each set of
test runs, such an explanation could be considered when comparing Run a and Run b, or
Run b and Run ¢. However, comparison of Run a and Run ¢ should include a variation in
C large enough to allow observation of effects as a result of that variable. The only case
in which the value for gcpr increased for Run ¢ when compared with Run a was that for
Set 3. In every other set, the CHF value for Run ¢ was either equivalent to, or less than
that for Run a.

The attempt to control P, could have impacted CHF values and minimized the
effect of C. In previous studies, pressure was not controlled; it was simply allowed to
vary with varying air content (Lin and Ponnappan, 2003; Horacek et al., 2003, 2004).

The attempt at control over that particular parameter could have led to a change in the
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effect on CHF. Perhaps in previous studies the effect assumed to be caused by variation
in C was actually more directly caused by variation in pressure. To determine which
variable had a more direct effect on CHF, further investigation would be needed. A set of
tests involving constant C values with varying P, would need to be run, and the results
compared. If CHF was seen to increase with increasing P, it would be reasonable to
assume that saturation pressure had more of an effect on critical heat flux than did air
content. Figure 29 illustrates the fact that there was no consistent trend in CHF as a

function of C.
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Figure 29. Critical heat flux (CHF) with varying air content for volume-percent.

In an attempt to allow direct comparison between results found in the current
research and those found by previous researchers, an effort was made to determine air
content using both the aire-ometer, with direct fluid samples, and Henry’s law, with
partial pressures. For each approach, values for M, and M were obtained for
comparison.

The equation used to calculate M*m using Cm* can be seen below.
M*m _ Cm* loair,ref (mFC j
pFC,ref mair (29)
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The equation for prcrer Was taken from manufacturer information (3M, 2000), with temperature

in °C and density in kg/m’.

Prery =1740-2.61(T,, ., )
FC,ref href (30)
Tenyrer Was taken as the temperature in the chamber when a fluid sample was taken. The density

of air was calculated using the ideal gas law.

P

g.ref

R(T,.)

pair,re =
g ch,ref (3 1)

The measured partial pressure was determined using Eqn. (32):

P

=P - P .
g.ref tot ,ref sat ,ref
(32)
Prorrer was taken as the pressure in the chamber when a fluid sample was taken, while Py ref
was taken as the vapor pressure corresponding to 7chrer. The equation for Pgyrer Was taken

from FC-72 manufacturer information (3M, 2000), with temperature in °C, and pressure in

kPa.
[ 9.729—T 1562273
10 chyref +

Rvat ref
’ 1000 (33)

The equations used to calculate M using C”, were very similar to Eqns. (29) — (33), and

can be seen below.

Prc )\ My (34)

Pre =1740-2.61T, (35)
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R(T,) (36)
Pg = Ptot - Psat
(37)
9.729— 1562
10 71.,,-%—273
P —
W 1000 (38)

P« was the average chamber pressure over the test run, and Pg was the vapor pressure
corresponding to 7ch, which was the average chamber temperature over the test run.

The measured molar ratio using Henry’s law was calculated using a value for Henry’s
constant for air in FC-72 from Horacek et al. (2003): H = 5.4x10” mole/mole-kPa for 31°C < T
< 60°C. Although the current experimental temperature values fell outside of the temperature
range specified, this value was used for calculation purposes because no other value for
Henry’s constant for air in FC-72 could be found in the literature. The equations used to

calculate M 1, and M using Henry’s law can be seen below.

(39)

(40)

The molar ratios calculated using the measured air content and Henry’s law for each test

run can be seen in Table 2.
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Set | Run M from Cy," M’ from Henry’s law
(M ) M (M ) M
a (1.93+0.54)E-5| (2.02+0.57)E-5| (146 + 1.9)E-5| (153 +5.7)E-5
1 b (224 +£0.57)E-5| (2.51+0.60)E-5| (133 £1.9)E-5| (150+ 5.5)E-5
C (7.22+0.71D)E-5 | (7.10+0.75)E-5| 215+ 1.9)E-5] (2154 7.5)E-5
a_ | (0.664 +0.90)E-5] (0.245+0.95)E-5 | (80.6 £ 1.9)E-5| (30.7 £13)E-5
2 b (231 £0.90)E-5| (1.65+0.96)E-5| (133 £1.9)E-5| (99.9 £ 18)E-5
C (5.68 £ 0.67)E-5| (7.07+0.70)E-5 | (194+1.9)E-5| (245+7.2)E-5
a (0.67 £ 0.53)E-5 | (0.562 + 0.56)E-5 | (84.4+ 1.9)E-5 || (71.8 +£ 8.2)E-5
3 b (224 +£0.57)E-5| (2.73+0.60)E-5| (133 £1.9)E-5| (163 +6.2)E-5
C (722 +£0.7)E-5| (7.78+0.75E-5| (215+1.9)E-5| (235+7.8)E-5
a (1.74 £ 0.54)E-5 | (225+0.57)E-5| (132+1.9)E-5| (171 +6.8)E-5
4 b (224 +£0.57)E-5| (291 +0.60)E-5| (133 +£1.9)E-5| (174+5.9)E-5
C (7.22+0.71)E-5 | (8.26 +0.75)E-5 | (215+ 1.9)E-5 || (249 + 7.8)E-5

Table 2. Molar ratio comparison including precision error only.

Upon determination of the dissolved air concentration using both the direct
sample method and Henry’s law, the results did not agree. As can be seen in Table 2, the
values obtained varied in some cases by an order of magnitude or more. Possible reasons
for lack of agreement could include lack of equilibrium and lack of a dilute solution,
requirements mentioned earlier for applicability of Henry’s law. The system used in
experimentation had flowing fluid and pressure differences at various points in the fluid
loop, and thus was inherently not in equilibrium. Also mentioned earlier was the fact that
ammonia in water was a solution that was not dilute enough for Henry’s law to apply.
Air is soluble in FC-72 up to 48% by volume at 25°C (3M, 1999), which is greater than
the 31% solubility of ammonia in water. The fact that air is more soluble in FC-72 than
ammonia is in water would indicate that Henry’s law may not be applicable to air in FC-
72. Another possible reason for the lack of agreement could involve the value used for
Henry’s constant. The temperatures in the current experiment fall outside the
temperature bounds given previously in reference to the Henry’s constant used for
calculation. As a result, the value may not be valid for the current research.

Horacek et al. (2003, 2004), mentioned that while partial pressures were used to

calculate the amount of dissolved air in the cooling fluid, nothing could be said about the
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distribution of air throughout the flowing system at any given time. It may be appropriate
to draw a similar conclusion concerning the current experiment, which could also help
explain the lack of agreement between values obtained using Henry’s law and those using
the aire-ometer.

The proposed empirical mathematical model was evaluated through comparison

of experimental data and predicted data. Experimental data from Runs 1b, 3b, and 4b,

where C,, = 10%, 10 < AT, < 12°C, and V = 6.31, 8.41, and 10.5 cm’/s (6.0, 8.0, and
10.0 gph), was used to obtain functional relationships by the method previously

discussed. Equation (18), in conjunction with Equations (20) and (21) were then used to

predict the behavior of surface heat flux at I; = 7.36 and 9.46 cm’/s (7.0 and 9.0 gph).
The experimental and predicted results were plotted and compared. Figure 30 shows
these results. Experimental data is depicted using isolated points, while predicted data is
depicted using solid lines. As can be seen in the plot, the predicted heat flux compares

well with the experimental data.
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Figure 30. Mathematical fit with experimental data included.
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V. Conclusions

The effect of dissolved air on the heat transfer performance of a partially-confined
FC-72 spray was investigated for 5 < C, < 18%. For the most part, there was no
significant variation in heat transfer performance due to varying dissolved air in the spray
system when the pressure, or P, of the spray chamber was thermally controlled. It was
theorized that the effect on CHF attributed by previous researchers to varying air content
may have been more directly a result of varying saturation pressure as a result of varying
system pressure. Further testing involving constant air content with varying pressure
could provide more insight into whether this was indeed the case. If the effect on CHF
observed previously was actually a more direct result of system pressure, controlling that
pressure could help control CHF, regardless of the amount of air in the system. Such
knowledge would be greatly useful in real-world application. Tables 3 and 4 show
experimental parameters and results from current and previous research. Observation of
gaps in the table, and thus in research to date, could help direct future research efforts.

When comparing dissolved air concentration measurements obtained using fluid
samples and those obtained using Henry’s law, the results did not agree. The
applicability of Henry’s law to the current system was found to be questionable due to
inherent lack of equilibrium, the possibility that the concentration of air in the working
fluid was too high for the solution to be considered dilute, and the use of an incorrect
Henry’s constant.

An empirical mathematical model correlating flow rate, subcooling, sensible heat,
and critical heat flux using experimental data was also presented. The model was used to
predict the behavior of two test runs and agreed well with experimental data. This may
provide a useful, reduced order, empirical approach that could be used to model spray

cooling components imbedded into system level thermal management models.
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qCHF

Fluid (CIZS/S) AT, (°C) | P (kPa) | Cn (%) (Wiem?)
6.35 11.40 57.78 8 65.18
6.28 11.01 57.23 10 63.36
6.28 11.33 72.81 18 62.83
8.54 8.91 60.12 5 69.48
Current 8.50 10.40 79.78 10 69.34
Data FC.72 8.39 8.22 80.40 16 60.72
8.81 11.86 40.27 5 71.64
8.37 11.94 59.71 10 76.84
8.42 12.18 76.60 18 76.92
10.50 12.41 61.16 8 91.09
10.43 12.67 61.64 10 90.64
10.53 12.83 79.29 18 87.35
. Nozzle
Fuid | B | ATCO | TRt s | e
Lin (kPa)
and 1.92 | minimized 103 65
Ponnappan e 2.34 | minimized 172 72.5
2.56 | minimized 241 78.5
2.97 | minimized 310 83.5
Fluid V| T Ty lﬁiﬁiﬂ‘iﬁ Cn (%) Jenr
(cm’/s) O (kPa) " (W/em’)
Horacek 0.62 2.1 33.44 | degassed 41
et al. 0.62 25.7 33.44 | degassed 47
FC-72 0.62 20.5 67.89 | gaseous 52
0.62 31.7 101.33 | gaseous 56
0.62 38.6 123.62 | gaseous 64.5

Table 3. Research parameters and results.
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Fluid

V

Pressure

qCHF

(cm’/s) A CO) (kPa) Cm (%) (W/em®)
3.53 33 103 93
5.55 33 103 115
Estes 7.57 33 103 136
and 8.08 33 103 97
Mudawar | pc 75 12.20 33 103 126
17.30 33 103 166
12.60 33 103 109
18.90 33 103 146
25.20 33 103 177
. ; Pressure
Fluid (m’;/s) AT (C) |~ pay | Cn () (vg/CcHrff)
3.09 27 101 144
3.54 27 101 155
3.79 27 101 160
9.02 27 101 177
9.99 27 101 194
11.1 27 101 200
Rybicki 1222 27 101 195
and 18.49 27 101 210
Mudawar | pr 505, 20.5 27 101 207
3.54 27 101 155
3.54 23 101 144
9.99 27 101 184
9.99 23 101 173
9.99 13 101 128
16.48 27 101 213
16.48 23 101 196
16.48 13 101 137

Table 4. Research parameters and results (continued).
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APPENDIX A:
PROCEDURES
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Test Rig Fill Procedure:

1)
2)

3)

4)
5)
6)

7)

8)

9

Start up the spray cooling flight package and data acquisition system.

Before filling the system, the fluid in the loop must be drained and the lines must be
purged.

To empty the fluid loop, connect a piece of poly-flo tubing to the drain/fill hand valve
located on the bottom shelf of the rig. Place the end of the tubing not connected to the rig
into a container large enough to hold at least 2 liters of fluid.

Turn on the nozzle pump and sump pump for the bottom nozzle.

Open the drain/fill hand valve located on the bottom shelf of the rig.

Allow as much of the fluid as possible to drain into the container. Toggle the valves on the
control panel to ensure as much fluid has been removed as possible.

Prior to purging of the system, the valve positions on the control panel should be as

follows:

Drain closed

- Toggle between normal and bypassed

- Nozzle pump open

- Toggle between bottom and top sump valves

- Toggle between bottom and top nozzle
Purge the system using nitrogen from a compressed gas cylinder. Use a piece of Poly-flo
tubing to connect the nitrogen tank to the hand drain/fill valve located on the upper shelf of
the test rig.
Ensure the drain/fill hand valve located on the bottom shelf of the rig is open, and open the
valve on the compressed gas cylinder, allowing nitrogen to flow through the system and

remove residual FC-72.

10) Using the tubing assembly specified for filling the test rig, attach a roughing vacuum pump

to both of the hand drain/fill valves on the FC-72 fluid loop and to the 4-way joint

connection on the spray chamber.

11) The valve switches on the control panel should be in the following positions:

- Drain open

- Toggle between top and bottom nozzle
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- Top sump open
- Nozzle pump open
- Toggle between normal flow and bypass
- Bottom sump open
12) Open both hand drain/fill valves should be open.
13) Turn the roughing pump on and allow it to run until any residual fluid has been removed.
Allow it to run overnight, if necessary.
14) Close the hand valves and remove the roughing pump.
15) Connect the turbo vacuum pump in the same way the roughing pump was attached.
16) Turn the turbo pump on and allow to run until the system has reached ~1 x 10~ Torr.
17) Prior to filling, ensure that the valve switches located on the control panel are in the
following positions:
- Drain closed
- Bottom nozzle
- Top sump closed
- Nozzle pump open
- Bypass on
- Bottom sump closed

18) Open both hand drain/fill valves.
****If only topping off the rig, begin procedure here****

19) At a location suitable for boiling liquid, pour FC-72 liquid through a filter into the
polycarbonate flask used for filling the test rig.

20) Place the specialized stopper into the flask, and secure it using the nuts and bolts provided.

21) Place the drain tubing leading from the Pyrex flask stopper into a small beaker large
enough to hold at least 200 ml of fluid.

22) Secure the specialized stopper for the polycarbonate flask used for filling the test rig using
the nuts and bolts provided.
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23) Attach the tubing leading from the polycarbonate flask labeled “To Roughing Pump” to the
roughing pump, and the tubing labeled “To Pyrex Flask™ to the empty valve on the stopper
of the Pyrex flask.

24) Ensure all bolts are tight, and place the Pyrex flask on the hot plate.

25) Close the valve on the Pyrex flask leading to the polycarbonate flask, and open the valve on
the Pyrex flask leading to the small beaker.

26) Turn the roughing pump on.

27) Open both valves on the polycarbonate flask.

28) Turn the hot plate on high. As the FC-72 begins to boil, turn the heater down to low.

29) Allow the FC-72 to boil for three minutes, then turn off the hot plate.

30) Close the valve leading from the polycarbonate flask to the roughing pump and from the
Pyrex flask to the small beaker.

31) Turn off the roughing pump.

32) Open the valve leading from the Pyrex flask to the polycarbonate flask.

33) Allow the FC-72 to siphon from the Pyrex flask into the polycarbonate flask.

34) Close both valves leading to the tubing connecting the Pyrex and polycarbonate flasks.

35) Open the valve leading from the polycarbonate flask to the small beaker, preventing a
pressure build-up in the Pyrex flask.

36) Disconnect the tubing attached to the stopper of the polycarbonate flask from the roughing
pump and wind the poly-flo up, out of the way.

37) Disconnect the tubing leading from the Pyrex flask to the polycarbonate flask at the valve
on the stopper of the polycarbonate flask.

38) At the test rig, connect the section of poly-flo tubing labeled “To Flask™ to the
polycarbonate flask using the valve that had previously lead to the Pyrex flask in the
boiling setup.

39) Open the valve on the tubing assembly leading from the turbo pump to the polycarbonate
flask, but leave the valve on the stopper of the polycarbonate flask closed.

40) Close the valve leading from the pump to the tubing assembly, and invert the flask.

41) Open both valves on the flask, and ensure the hand drain/fill valve located on the bottom
shelf is open.

42) Allow FC-72 to siphon into the test rig.
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43) Once the fluid level in the flask ceases to decrease, close the valves on the flask, along with
the hand drain/fill valve on the test rig.

44) Turn the turbo pump off.

45) Remove the tubing assembly.
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Experimental Procedure for Aire-ometer Tests:

1)

2)

3)

4)

5)

6)

7)

8)
9

Start up the spray cooling flight package and data acquisition system. After letting the rig
equilibrate for approximately ten minutes, take a chamber temperature and pressure
reading. Record the results in the lab book. Note the date and time.

Flip the nozzle flow switch on the control panel down into bypass position. Check the
pressure of pump 1 out. If this pressure is not between 15 and 20 psia, adjust the throttling
valve on the test rig.

Attach the sample collection Tygon tubing assembly to the drain/fill hand valve location on
the bottom shelf of the rig.

Connect the sample syringe to the three-way valve on the Tygon tubing assembly. The
blue handle on the valve should be pointed in the direction of the syringe, closing that
section of the assembly to flow.

Open the drain/fill hand valve on the rig. Bleed out the FC-72 that has been exposed to air
(trace tubing back to Pump 1) through the Tygon drain tube and into a small accumulation
beaker. Close the hand valve.

Close the Tygon drain tube portion of the assembly by pointing the blue handle on the
three-way valve in the direction of the drain tube. Open the hand valve. Let 1-2 cc’s of
FC-72 enter the syringe, then close the hand valve. Close the portion of tubing leading to
the drain/fill valve on the rig using the blue handle on the three-way valve. Expel the
contents of the syringe through the Tygon drain tube and into the accumulation beaker.
This should remove any remaining air located in the syringe.

Close off the drain tube by turning the blue handle on the three-way towards it. Open the
drain/fill hand valve on the rig. Let the syringe fill with 4-5 cc’s of FC-72, and close the
hand valve. Close the portion of tubing leading to the drain/fill valve on the rig by turning
the blue handle on the three-way valve in that direction. Remove the syringe from the three
way valve.

Flip the nozzle flow switch on the control panel out of bypass position, to normal flow.
Insert the syringe into the three-way valve on the aire-ometer. Turn the blue handle on the

three-way valve toward the unused channel.
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10) Turn the stopcock located on the top right side of the aire-ometer so that the green dot is
pointed downward. Draw a small fluid sample of approximately Y4 cc into the aire-ometer
tube by turning the hand crank on the right side of the aire-ometer base in a clockwise
direction. Turn the aire-ometer stopcock so that the green dot is pointing upward, and
expel the fluid from the aire-ometer tube by turning the hand crank in a counter-clockwise
direction until the top of the mercury in the tube reaches the bottom of the stopcock.

11) Turn the stopcock so that the green dot is pointed downward, and draw in a new fluid
sample until the mercury is approximately 2" below the 1 cc calibrated mark on the aire-
ometer tube.

12) Turn the stopcock so that the green dot is pointed upward, and bring the mercury up to the
1 cc mark. Turn the stopcock to a horizontal position.

13) Read the pressure gauge and note the reading for future reference.

14) Turn the hand crank clockwise, bringing the mercury level down to the 4 cc mark. Allow it
to rest at that level for 1 minute, then turn the hand crank counter-clockwise until the
pressure gauge reads the original reference pressure.

15) Repeat step 14 twice more.

16) The graduated aire-ometer tube now contains mercury at the bottom, a level of FC-72
liquid in the middle, and a level of air which was removed from the FC-72 at the top. The
% air is the reading on the aire-ometer tube which separates the level of air and the level of
FC-72 liquid.

17) Record the % air in the lab book.

18) Turn the stopcock so the green dot points upward, and expel the sample, bringing the
mercury back up to the bottom of the stopcock.

19) For additional sample tests, repeat steps 11-18.

20) Turn the stopcock to the horizontal position, closing off the aire-ometer tube.
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Membrane Filter Procedure:

1) Place the membrane filter on a ring stand fitted with a rubberized clasp to secure the filter.

2) On one side of the membrane filter is a single valve on the end of the filter. On the other
side of the filter are two valves, one on the body of the filter, and the other on the end of the
filter.

3) Attach the roughing pump to the valve on the side of the membrane with a single valve
using poly-flo tubing.

4) Attach the valve at the opposite end of the membrane filter to the hand drain/fill valve on
the bottom shelf of the test rig using poly-flo tubing.

5) Attach the valve on the body of the membrane filter to the hand drain/fill valve on the top
shelf of the test rig using poly-flo tubing.

6) Start up the spray cooling flight package and data acquisition system.

7) Place the valve switches on the control panel to the following positions:

- Drain closed

Bottom nozzle
- Top sump closed
- Nozzle pump open
- Normal flow
- Bottom sump open
8) Turn on Pump 1 (nozzle) and Pump 3 (scav).
9) Turn on the roughing pump.
10) Open the plug valves attached to the membrane filter.
11) Open the hand drain/fill valves on the test rig.
12) Adjust the fluid flow as necessary to ensure adequate filtering.
13) Monitor the chamber pressure to determine how long to allow the fluid to flow through the
filter.
14) When finished, close all valves and turn off the roughing pump.
15) Disconnect the tubing from the pump and the valves on the test rig, and attach the liquid
lines from the filter together, to alleviate fluid loss from the membrane filter while not

being used.
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APPENDIX B:
THERMOCOUPLE CALIBRATION
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Thermocouple calibration was performed using an ice point calibrator (Hart Scientific
Model #9101), a calibration bath (Hart Scientific Model #6330), and a precision platinum RTD
(Hart Scientific Model #1502A). The calibration bath was filled with silicon oil and the
temperature of the bath was controlled using a laptop and the RTD. The RTD was used to
determine the temperature of the calibration bath at all times. The ice point was used as a
reference temperature. Not every thermocouple on the test rig was calibrated. The calibrated
thermocouples included those in the chamber, those attached to the pedestal, and those in the
reheater. A Visual Basic program written by Richard Harris, of the University of Dayton
Research Institute was used for calibration. The thermocouples were placed in the calibration
bath, set at a specified temperature. The bath temperature was increased in increments until a
maximum temperature of 120°C was reached, at which point the temperature was decreased in
similar increments until the initial temperature was reached once again. At each increment, the
RTD and thermocouple temperatures were recorded for 2.5 hours, allowing the bath to reach
steady state at each temperature increment. Following calibration, the data was plotted as the
RTD temperature versus the thermocouple temperature for each thermocouple, a linear fit was
used, and associated residuals were calculated. The bias error for the temperature measured
using each thermocouple was calculated using the bias error associated with the RTD probe
and reader along with the error taken from the linear fit when compared to the RTD value. A

sample calibration plot can be seen in Fig. 31.

RTD vs TC1 (17 Aug 04 Data)
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Figure 31. Sample thermocouple calibration plot.

56



APPENDIX C:
ERROR ANALYSIS
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Flow Rate (I; ):

The flow rate reported for each test run was an average over the entire run. As a result,
the precision error was the standard deviation of the averaged values. The bias error was the
instrument error associated with the flow meter, taken from the manufacturer data. The flow
meters were checked periodically to ensure the measured error fell within the manufacturer

error bounds. Both types of error were added to determine the total error for the flow rate.

Amount of Subcooling (A7):

The amount of subcooling for each test was defined as the difference between the
heater surface temperature and the cooling fluid saturation temperature prior to activation of
the heater power. The subcooling value was calculated as an average of values obtained prior
to heater power activation. As a result, the precision error was the standard deviation of the
averaged value. In addition to the precision error, bias error was associated with the calibration
of the thermocouples used to obtain the temperature from which the subcooling was calculated.
Calculation of such error can be seen below. The bias error was added to the precision error to
determine the total error.

AT;'L' = T; _Tsat

AT, = f'(T,.T,,)

2 2
OAT., OAT,
U, = ( aTSMUTc] J{GT‘ Tj

OAT,

SC

oT.

aATvc _ _1
oT,

sat
Saturation Temperature (7,):

The saturation temperature was determined as a function of chamber pressure using an
equation from a lookup table in Engineering Equation Solver. The saturation temperature

value was calculated as an average of values obtained over the entire test run. The precision

error was the standard deviation of the averaged value. The bias error was associated with the
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chamber pressure from which the saturation temperature was calculated. Calculation of such
error can be seen below. The bias error was added to the precision error to determine the total

error.
T, =—-0.05661P,” +3.77401P, +13.72283

*Temperature was in °C and pressure was in PSIA.

Ts‘at = f ' (f)ch )
2
oT.
U — sat U
T.mt [ aPCh Pch ]
oT.

Sl = _0.1132P, +3.77401

ch

Surface Temperature (75):

The surface temperature was determined using values obtained from multiple
thermocouples in the heater pedestal, along with heater power. The precision and bias errors
were both based upon the precision and bias errors associated with the thermocouple used to
obtain the interface temperature. The bias error was added to the precision error to determine
the total error.

T, :MQHCOV +%£f_lj+Tint +£H
kA Ak 2 k

sub

htr sub

The subcooling amount of interest was the initial subcooling, which occurred before the heater
power was engaged. As a result, error associated with heater power was zero for the

subcooling value of interest, along with the heater power itself. Therefore,

T =/(T,)
2
oT
kK (aT; UT"“)
or,
or..

int
The bias error associated with 7,; was determined from the calibration of the

thermocouple using an RTD, as detailed in Appendix B. The precision error for Ti, calculated

59



using the standard deviation of the thermocouple values recorded before the heater power was

turned on in the test run.

Chamber Pressure (P.p):

The chamber pressure for each test was taken as the average chamber pressure over the
entire test run. As a result, the precision error was the standard deviation of the averaged
values. The pressure was measured using a transducer linked to a data acquisition system. As
a result, the bias error included instrument error from the transducer itself, and digital sampling
error with the data acquisition system. The calculation for bias error can be seen below. To
determine the total error associated with the pressure measurement, the precision error was

added to the bias error.

UP[,, = UTransducer + UData Acq
U onsiveer =0.25%FS =0.0025*50PSIA = 0.13PSIA
Voltage Range . S5V PSIA _
U putaseq = 2#TLS”emntlwly = ZT(IOTJ =1x107° PSIA

Critical Heat Flux (gcur):

As explained previously, during testing the heater power was increased in 5 watt
increments until critical heat flux was reached. Because a gap of 5 watts existed between
power settings, the setting at which critical heat flux was seen to occur was not necessarily
exactly the setting at which critical heat flux was actually initiated. For instance, if critical heat
flux did not occur at 95 watts, but did occur at 100 watts, the power setting at which critical
heat flux was triggered could have been anywhere between 95 and 100 watts. Because of this,
the heater power at which critical heat flux occurred was defined to be the midpoint between
the last two power settings prior to critical heat flux, with an error of £2.5 watts. That error
was defined to be the precision error. There was also bias error associated with instrument
error from the data acquisition system when measuring the voltage and resistance used to

calculate the power. Total error was obtained by adding the precision error and bias error.

Gone = (1= f )(%
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dcur = f*(Q)

5 2
Uq _ ( q cur UQJ
CHF aQ

Wewr 1=
oQ A
But,
Q =Vl s
And,
7= e

Vres
= Q = Vhtr R

res

Q = f* (Vhtr 2 Vres > Rres )

2 2 2
v, = 2u, | +|[Zu, |+ XLy,
a Vh tr " a Vres - aR res -

00 Vi
thtr Rres

aQ _ Vhtr
aeres Rres

6Q _ B I/res Vhtr
OR,,, R’

The bias error associated with R, was taken as 0.02% of the resistance value. The bias errors

associated with Vs and Vi, were taken as 0.015% of the reading and 0.004% of the range.

Measured Air Content Percentage (Cy,):
Because the divisions on the Aire-ometer were so small, the precision error was
determined to be + one full division on the scale, which was 2%. The bias error associated

with the Aire-ometer could not be found. As a result, the bias error was taken as that typically
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associated with burets of similar volumes. The bias error was determined to be + 1%. The

total error was obtained by adding the precision and bias errors.

Corrected Air Content Percentage (C):

The calculation for the error associated with the corrected air content percentage can be
seen below. Bias and precision error were both determined using the error associated with the
values from which the corrected air content percentage was calculated. Total error was

obtained by adding the bias and precision errors.

C =100 ¢ -
1+C

c=r'(c

oC ?
U = —*U *
‘ (ac j
oC 100

ac” (1+C*)2

Corrected Air Volume Ratio (C*):

The calculation for the error associated with the corrected air volume ratio can be seen
below. Bias and precision error were both determined using the error associated with the
values from which the corrected air volume ratio was calculated. Total error was obtained by
adding the bias and precision errors.

C*p’(pFCJ
. o
= \Far)

pFC,ref
Pg,ref
pair,ref

C :f (Cm ’Pg’pFC’pair’Pg,ref’pFC,ref’pair,re{f)

62



2 2 * 2 * 2
. * oC
C u . |+%y +aCU,+_U-
> c* P, 6 Prc Pair
ac, oP, Prc Pair
c 2 2 * ’
* * oC
=+ aC UP + aC UPFC ref ] + [a Up”i")’é.’f J
0P, " OPreses " Pairref
) pg (chj
8C . puir
ac,’ e
pair,ref
* Cm*[ch ]
aC . pair
oP, ( PrC ref
P, g.ref D, ,
. 1
aC _ pair
6pFC (P pFC,ref
g.ref pair,ref

GC* Cm*Pg'OFC

= 2
{ pFC,ref j pair

P air ,ref

OPuir B (P

g.ref

o [m] i}

10 air,ref

C*P[chJ
oc” "\ pa -1 J

* Cm*Pg (pFC ]
aC _ pair [ _ 1 ]
OPrcry . { e J (Prc )
g.7¢

air,ref

C'p (chJ
ac* " ¢ pair

al[)air,ref - (Pg,ref XpFC,ref)
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Measured Air Volume Ratio (Cm*):

The calculation for the error associated with the measured air volume ratio can be seen
below. Bias and precision error were both determined using the error associated with the
measured air content percentage, from which the measured air volume ratio was calculated.

Total error was obtained by adding the bias and precision errors.

(mJ
. (100
c, =

1

Partial Pressure (Py):

The calculation for the error associated with the partial pressure can be seen below.
Bias and precision error were both determined using the error associated with the values from
which the partial pressure was calculated. Total error was obtained by adding the bias and
precision errors.

P,=P,-P

tot sat

Pg :f*(R‘ot’Psat)
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oP,
oP

sat

Total Pressure (Pt):
Total pressure was taken as the average chamber pressure over the test run, and was
identical to P.,. The precision error was taken as the standard deviation of the averaged values.

The calculation for bias error can be seen below.

UP,U, = UTransducer + UData Acq
U onsiveer =0.25%FS =0.0025*50PSIA = 0.13PSIA
Voltage Range . S5V PSIA _
U putaseq = 2#TSensmvzty = ZT(IOTJ =1x107° PSIA

Saturation Pressure (Pg,):

Saturation pressure was taken as the vapor pressure corresponding to the average
chamber temperature over the test run. The equation used for Pg, was taken from FC-72
manufacturer information, with temperature in °C, and pressure in kPa. Both bias and
precision error were determined using the error associated with the chamber temperature.

Total error was obtained by adding the bias and precision errors.

[ 9.729—T1562273
10 cnt

1000
P, =f(,)
_ar,)
Pa) = a1,

oP,, :( 1 j 109.729—@1162273 (lnlO 1562
oT,, \ 1000 (1, +273)
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Chamber Temperature (7.):

The chamber temperature was determined as an average of values over the test run.
The precision error for the chamber temperature was taken as the standard deviation of the
averaged values. The bias error was determined from the calibration of the thermocouple using

an RTD.

FC-72 Density (prc):

The calculation for the error associated with the FC-72 density can be seen below. The
equation was taken from manufacturer information, with temperature in °C and density in
kg/m®. Bias and precision error were both determined using the error associated with the
values from which the density was calculated. Total error was obtained by adding the bias and

precision errors.

Pre =1740-2.61T,

Prc =f*(Tch)

2
0
Up — ID FC UT
FC aTCh ch

Prc _ 261
ar,,
Air Density (p.ir):

Air density was calculated using a form of the ideal gas law. Bias and precision error
were both determined using the error associated with the values from which the density was

calculated. Total error was obtained by adding the bias and precision errors.

_ Pg
Por = R(T,)
Pur =1 (P,.T,,)
op op ’
u, = ap"g” ng +[8T: Ufhj
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Reference Partial Pressure (Pg,rer):

The calculation for the error associated with the reference partial pressure can be seen
below. Bias and precision error were both determined using the error associated with the
values from which the partial pressure was calculated. Total error was obtained by adding the

bias and precision errors.

P

g.ref = F)tot,reff -

P

sat,ref

Pg,ref = f (Ptot,ref ’Psat,ref)

2 2
oP. . oP, .
_ g.ref g.ref
UPg‘rGf - [ap UPmr,ref' J + [6}) URval,re/ J

tot ,ref sat,ref

Py _,

oP,

tot ,ref

Py

OP.yry
Reference Total Pressure (Piotref):

Reference total pressure was taken as the chamber pressure that was hand-recorded
from the data acquisition system when a fluid sample was taken for air measurement before the
test run. The precision error associated with reading the value from the data acquisition system
was taken as = 0.05 PSIA. The calculation for bias error can be seen below. Total error was
obtained by adding the bias and precision errors.

U, )=U +U

tot ,ref ) Transducer

Data Acq

U =0.25%FS =0.0025*50PSI4 = 0.13PSIA

Transducer
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R
u, . YoltageRange o ivity jl(logj _ 1x10° PSIA

Data Acq o) #bits 2

Reference Saturation Pressure (Pgatrer):

Reference saturation pressure was taken as the vapor pressure corresponding to
the reference chamber temperature. The equation used for Pg,rer Was taken from FC-72
manufacturer information, with temperature in °C, and pressure in kPa. Both bias and
precision error were determined using the error associated with the chamber temperature.

Total error was obtained by adding the bias and precision errors.

97291302

10 Top ey +273
P =
sat ref 1000
‘[1ahrqf ::vfn*(]ZJquf )
_ éa[zamrqf

UP\, of
7 a]—'ch,ref

1562

OP s ver :( 1 J 109'729_T(m,+273 (1n10 1562

oT,,,., \1000 (T, +273

Reference Chamber Temperature (7chyref):

The reference chamber temperature was taken as the hand-recorded value from the data
acquisition system when a fluid sample was taken for air measurement before the test run. The
precision error associated with reading the value from the data acquisition system was taken as
+ 0.05 °C. The bias error was determined from the calibration of the thermocouple using an

RTD.
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Reference FC-72 Density (prc,ref):

The calculation for the error associated with the reference FC-72 density can be seen
below. The equation was taken from manufacturer information, with temperature in °C and
density in kg/m’. Bias and precision error were both determined using the error associated
with the values from which the density was calculated. Total error was obtained by adding the

bias and precision errors.

Prcrg =1740 — 2'61(Tch,ref )

pFC,ref = f* (Tch,ref )

2
OP e o
_ FC,ref
UpFL' ref - UTL‘h ref
’ aTch,ref 7

apFC,ref :_2 61

aTch ref

Reference Air Density (pairrer):
Reference air density was calculated using a form of the ideal gas law. Bias and
precision error were both determined using the error associated with the values from which the

density was calculated. Total error was obtained by adding the bias and precision errors.

P

g.ref

pair,rcff = R(T ;
ch,ref

pair,ref = f (Pg,ref s Tch,rcff )

2 2
Up / _ apair,ref UP f‘ + apair,ref UTh /
air e 2,70 ch,re
oF, g.ref aTch,r@f’

6pair,ref _ 1

aPtot ref R (Z?hﬂ‘ef )

Purvs _ Pers [ —1
aTch’mf R (Tch,rqf )2
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Measured Molar Ratio (M ) Using Henry’s law:

The measured molar ratio using Henry’s law was calculated using the measured partial
pressure and a Henry’s constant of H(T) = 5.4 x 10” mol/mol-kPa. Precision and bias errors
were determined using the precision and bias errors associated with the measured partial

pressure. Total error was determined by adding the precision and bias errors.

M’ =H(T)P,

g.ref

M*’" = f* (Pg,mf )

Molar Ratio (M) Using Henry’s law:

The molar ratio using Henry’s law was calculated using the partial pressure and a
Henry’s constant of H = 5.4 x 10” mol/mol-kPa. Precision and bias errors were determined
using the precision and bias errors associated with the partial pressure. Total error was

determined by adding the precision and bias errors.
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Measured Molar Ratio (Af m) Using Measured Air Volume Ratio:

The equation used to calculate the measured molar ratio using the value for measured
air volume ratio can be seen below. Precision and bias errors were determined using the
precision and bias errors associated with the measured densities and air volume. Total error

was determined by adding the precision and bias errors.

M*m = Cm* —pair,ref [mFC J

pFC,ref mair
M m = f* (Cm ’pair,ref’pFC,ref)

5M* 2 8M* 2 aM* 2
UM* - :lUC* + - Up + - Up
m acm apa[r’n?f air ,ref apFC’ref FC,ref

oM *m _ pair,rf_ff [mFC ]
acm* IOFC,ref mair
aM*m _ (:’mﬂ< (ch ]
8/)air,ref pFC,ref mg[r

oM " N\ m Pairref
_(c e | air,ref
6pFC,ref ( ! ( m ] (pFC,ref )2

air

Molar Ratio (M) Using Corrected Air Volume Ratio:

The equation used to calculate the measured molar ratio using the value for measured
air volume ratio can be seen below. Precision and bias errors were determined using the
precision and bias errors associated with the measured densities and air volume. Total error

was determined by adding the precision and bias errors.

M* — C*(pair j(chj
pFC mair

M’ :f*(c*ﬂpairﬂpFC)
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N 2 N 2 . 2
(GM* Uc*J +(6M U, j +(6M Upﬂ)
aC apair “ 8pFC '

aM* _ pair mFC
aC* IOFC mair

*

oM
ap air

oM™ N\ m yo
— C FC _ air
0P ¢ ( {mair j[ (pFC )2 J

Values for each of the parameters used in data analysis, along with values for precision, bias,

and total error can be seen on the following pages.
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gph cm’/s

Value | Prec. Er. | Bias Er. | Tot. Er. | Value | Prec. Er. | Bias Er. | Tot. Er.
6.04 0.07 0.24 0.31 6.35 0.07 0.25 0.33
5.97 0.06 0.24 0.30 6.28 0.06 0.25 0.32
5.97 0.05 0.24 0.29 6.28 0.05 0.25 0.30
8.12 0.12 0.24 0.36 8.54 0.13 0.25 0.38
8.08 0.09 0.24 0.33 8.50 0.09 0.25 0.35
7.98 0.23 0.24 0.47 8.39 0.24 0.25 0.49
8.38 0.14 0.24 0.38 8.81 0.15 0.25 0.40
7.96 0.15 0.24 0.39 8.37 0.16 0.25 0.41
8.01 0.09 0.24 0.33 8.42 0.09 0.25 0.35
9.99 0.06 0.24 0.30 10.50 0.06 0.25 0.32
9.92 0.55 0.24 0.79 10.43 0.58 0.25 0.83
10.01 0.06 0.24 0.30 10.53 0.06 0.25 0.32

Table 5. FC-72 volumetric flow rate, with error.
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ATsc

°C K

Value | Prec. Er. | Bias Er. | Tot. Er. | Value | Prec. Er. | Bias Er. | Tot. Er.
11.40 0.40 0.36 0.76 || 284.40 0.40 0.36 0.76
11.01 0.40 0.36 0.76 || 284.01 0.40 0.36 0.76
11.33 0.40 0.33 0.73 || 284.33 0.40 0.33 0.73
8.91 0.90 0.35 1.25 ] 281.91 0.90 0.35 1.25
10.40 0.80 0.31 1.11 ] 283.40 0.80 0.31 1.11
8.22 0.40 0.31 0.71 || 281.22 0.40 0.31 0.71
11.86 0.60 0.39 0.99 || 284.86 0.60 0.39 0.99
11.94 0.50 0.35 0.85 || 284.94 0.50 0.35 0.85
12.18 0.40 0.32 0.72 || 285.18 0.40 0.32 0.72
12.41 0.50 0.35 0.85 | 285.41 0.50 0.35 0.85
12.67 0.40 0.35 0.75 || 285.67 0.40 0.35 0.75
12.83 0.40 0.31 0.72 || 285.83 0.40 0.31 0.72

Table 6. Subcooled temperature, with error.
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T sat

°C K
Value | 0Ts/0Tsa | Prec. Er. | Bias Er. | Tot. Er. | Value | Prec. Er. | Bias Er. | Tot. Er.
41.40 -1.00 0.40 0.35 0.75 ] 314.40 0.40 0.35 0.75
41.20 -1.00 0.40 0.35 0.75 ] 314.20 0.40 0.35 0.75
47.30 -1.00 0.40 0.32 0.72 1 320.30 0.40 0.32 0.72
42.30 -1.00 0.90 0.35 1.25(315.30 0.90 0.35 1.25
49.80 -1.00 0.80 0.31 1.11 || 322.80 0.80 0.31 1.11
50.00 -1.00 0.40 0.31 0.71 | 323.00 0.40 0.31 0.71
33.80 -1.00 0.60 0.39 0.99 || 306.80 0.60 0.39 0.99
42.20 -1.00 0.50 0.35 0.85 1] 315.20 0.50 0.35 0.85
48.70 -1.00 0.40 0.31 0.71 ] 321.70 0.40 0.31 0.71
42.70 -1.00 0.50 0.35 0.85]315.70 0.50 0.35 0.85
42.90 -1.00 0.40 0.35 0.75 1 315.90 0.40 0.35 0.75
49.60 -1.00 0.40 0.31 0.71 | 322.60 0.40 0.31 0.71

Table 7. Saturation temperature corresponding to chamber pressure, with error.
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Tint Ts

°C °C
0T/ 0T;n¢ | Prec. Er. | Bias Er. | Tot. Er. | 07,/0T; | Prec. Er. | Bias Er. | Tot. Er.
1.00 0.02 0.06 0.08 1.00 0.02 0.06 0.08
1.00 0.02 0.06 0.08 1.00 0.02 0.06 0.08
1.00 0.06 0.06 0.12 1.00 0.06 0.06 0.12
1.00 0.03 0.06 0.09 1.00 0.03 0.06 0.09
1.00 0.04 0.06 0.10 1.00 0.04 0.06 0.10
1.00 0.04 0.06 0.10 1.00 0.04 0.06 0.10
1.00 0.02 0.06 0.08 1.00 0.02 0.06 0.08
1.00 0.02 0.06 0.08 1.00 0.02 0.06 0.08
1.00 0.06 0.06 0.12 1.00 0.06 0.06 0.12
1.00 0.02 0.06 0.08 1.00 0.02 0.06 0.08
1.00 0.02 0.06 0.08 1.00 0.02 0.06 0.08
1.00 0.06 0.06 0.12 1.00 0.06 0.06 0.12

Table 8. Interface and surface heater temperatures, with error.
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Pch

PSIA kPa

Value | Prec. Er. | Bias Er. | Tot. Er. | Value | Prec. Er. | Bias Er. | Tot. Er.
8.38 0.14 0.13 027 57.78 0.97 0.86 1.83
8.30 0.14 0.13 0271 57.23 0.97 0.86 1.83
10.56 0.15 0.13 028 || 72.81 1.03 0.86 1.90
8.72 0.31 0.13 0.44 1 60.12 2.14 0.86 3.00
11.57 0.31 0.13 0441 79.78 2.14 0.86 3.00
11.66 0.17 0.13 0.30 || 80.40 1.17 0.86 2.03
5.84 0.19 0.13 0.32 ] 40.27 1.31 0.86 2.17
8.66 0.17 0.13 030 59.71 1.17 0.86 2.03
11.11 0.16 0.13 0.29 || 76.60 1.10 0.86 1.97
8.87 0.17 0.13 030 61.16 1.17 0.86 2.03
8.94 0.15 0.13 028 ] 61.64 1.03 0.86 1.90
11.50 0.17 0.13 0301 79.29 1.17 0.86 2.03

Table 9. Average chamber pressure, with error.
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qcHr 0

W/em® W
Value | Prec. Er. [ Bias Er. | Tot. Er. | Value | dqcur/0Q | Bias Er.
65.18 1.79 2.08 3.87] 92.64 0.70 2.96
63.36 1.79 2.03 3.81 | 90.06 0.70 2.88
62.83 1.79 2.04 3.82| 90.27 0.70 2.89
69.48 1.79 2.24 4.03 | 99.77 0.70 3.18
69.34 1.79 2.23 4.02 | 99.57 0.70 3.17
60.72 1.79 1.98 3.76 | 87.51 0.70 2.81
71.64 1.79 231 4.09 | 102.79 0.70 3.28
76.84 1.79 2.46 4.24 | 110.07 0.70 3.49
76.92 1.79 247 4.25]110.45 0.70 3.51
91.09 1.79 2.88 4.67 | 130.02 0.70 4.10
90.64 1.79 2.88 4.66 || 129.68 0.70 4.09
87.35 1.79 2.77 4.56 | 124.80 0.70 3.94

Table 10. Critical heat flux and heater power, with error.
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Vhtr Vres Rres
\4 \Y Ohms
Value | 00/0Vy | Bias Er. | Value | 00/0V,e | Bias Er. | Value | 0Q/0Rr. Bias Er.
34.42 269.00 0.01 | 26.90 344.20 0.00 | 0.10 -92589.80 0.00
33.96 265.00 0.01 | 26.50 339.60 0.00| 0.10 -89994.00 0.00
33.96 266.00 0.01 | 26.60 339.60 0.00 | 0.10 -90333.60 0.00
35.67 280.00 0.01 | 28.00 356.70 0.01 0.10 -99876.00 0.00
35.56 280.00 0.01 | 28.00 355.60 0.01 0.10 -99568.00 0.00
33.30 263.00 0.01 | 26.30 333.00 0.00 | 0.10 -87579.00 0.00
36.38 283.00 0.01 | 28.30 363.80 0.01 0.10 | -102955.40 0.00
37.43 294.00 0.01 | 29.40 374.30 0.01 0.10 | -110044.20 0.00
37.57 294.00 0.01 | 29.40 375.70 0.01 0.10 | -110455.80 0.00
41.00 317.00 0.01 | 31.70 410.00 0.01 0.10 | -129970.00 0.00
40.62 319.00 0.01 | 31.90 406.20 0.01 0.10 | -129577.80 0.00
39.85 313.00 0.01 | 31.30 398.50 0.01 0.10 | -124730.50 0.00

Table 11. Heater and resistor voltages and resistance, with error.
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*

Cn Cn
%

Value | dCp'/0Cy | Prec. Er. | Bias Er. | Tot. Er. | Value | dC/0C,," | Prec. Er. | Bias Er. | Tot. Er.
8.00 0.01 2.00 1.00 3.00 0.09 0.97 0.02 0.01 0.04
10.00 0.01 2.00 1.00 3.00| O0.11 1.06 0.02 0.01 0.04
18.00 0.01 2.00 1.00 3.00 0.22 0.93 0.03 0.01 0.04
5.00 0.01 2.00 1.00 3.00 0.05 0.27 0.02 0.01 0.03
10.00 0.01 2.00 1.00 3.00 O0.11 0.52 0.02 0.01 0.04
16.00 0.01 2.00 1.00 3.00 0.19 1.00 0.03 0.01 0.04
5.00 0.01 2.00 1.00 3.00 0.05 0.89 0.02 0.01 0.03
10.00 0.01 2.00 1.00 3.00 O0.11 1.11 0.02 0.01 0.04
18.00 0.01 2.00 1.00 3.00 0.22 0.97 0.03 0.01 0.04
8.00 0.01 2.00 1.00 3.00 0.09 1.11 0.02 0.01 0.04
10.00 0.01 2.00 1.00 3.00 O0.11 1.14 0.02 0.01 0.04
18.00 0.01 2.00 1.00 3.00 0.22 0.99 0.03 0.01 0.04

Table 12. Measured air content by volume and measured air volume ratio, with error.
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s

C C
Value | 6C/0C" | Prec. Er. | Bias Er. | Tot. Er. | Value | Prec. Er. | Bias Er. | Tot. Er.
0.08 85.06 0.02 0.01 0.04| 7.77 1.97 1.09 3.06
0.12 79.98 0.03 0.01 0.04 || 10.57 2.17 1.06 3.23
0.20 68.99 0.03 0.02 0.04 || 16.94 2.01 1.08 3.09
0.01 97.18 0.01 0.01 0.02 1.42 0.85 1.27 2.12
0.06 89.29 0.02 0.01 0.03| 5.51 1.52 1.28 2.80
0.19 70.57 0.03 0.02 0.04 || 16.00 2.08 1.06 3.14
0.05 91.26 0.02 0.01 0.03| 4.47 1.89 1.10 2.99
0.12 79.21 0.03 0.01 0.04 | 11.00 2.25 1.05 3.30
0.21 68.04 0.03 0.02 0.05] 17.52 2.06 1.06 3.12
0.10 83.13 0.03 0.01 0.04 ] 8.83 2.24 1.06 3.30
0.13 78.70 0.03 0.01 0.04 ] 11.28 2.29 1.04 3.33
0.22 67.46 0.03 0.02 0.05| 17.87 2.09 1.05 3.14

Table 13. Corrected air volume ratio and corrected air content by volume, with error.
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M m from Cm*

Value OM*/0C* | OM*/0pairsm | OM*/0prc,m | Prec. Er. | Bias Er. Tot. Er.
3.66E-05 | 4.35E-04 5.83E-04 -2.17E-08 | 1.01E-05| 5.60E-06 | 1.57E-05
5.24E-05 | 4.43E-04 8.22E-04 -3.12E-08 | 1.18E-05| 5.80E-06 | 1.76E-05
1.13E-04 | 5.52E-04 1.42E-03 -6.70E-08 | 1.27E-05| 6.81E-06 | 1.95E-05
4.94E-06 | 3.43E-04 9.99E-05 -2.93E-09 | 3.84E-06| 5.71E-06 | 9.55E-06
2.58E-05 | 4.43E-04 4.06E-04 -1.54E-08 | 7.43E-06 | 6.27E-06 | 1.37E-05
9.83E-05 | 5.16E-04 1.32E-03 -5.84E-08 | 1.29E-05| 6.56E-06 | 1.94E-05
1.62E-05 | 3.47E-04 3.24E-04 -9.64E-09 | 9.01E-06 | 5.30E-06 | 1.43E-05
5.48E-05 | 4.43E-04 8.60E-04 -3.26E-08 | 1.23E-05| 5.80E-06 | 1.81E-05
1.17E-04 | 5.52E-04 1.47E-03 -6.97E-08 | 1.32E-05| 6.81E-06 | 2.00E-05
4.15E-05 | 4.29E-04 6.72E-04 -247E-08 | 1.17E-05| 5.60E-06 | 1.73E-05
5.64E-05 | 4.43E-04 8.85E-04 -3.36E-08 | 1.27E-05| 5.80E-06 | 1.85E-05
1.20E-04 | 5.52E-04 1.51E-03 -7.14E-08 | 1.35E-05| 6.81E-06 | 2.03E-05

Table 14. Measured molar ratio from measured air volume ratio, with error.
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M from C’

Value OM*/0C* | OM*/0pair | OM*/0prc | Prec. Er. | Bias Er. Tot. Er.
3.98E-05 | 4.72E-04 | 5.86E-04 | -2.37E-08 | 1.10E-05| 6.07E-06 | 1.70E-05
5.52E-05 | 4.67E-04 | 8.22E-04 | -3.29E-08 | 1.28E-05| 6.29E-06 | 1.91E-05
1.21E-04 | 5.93E-04 | 1.43E-03 | -7.24E-08 [ 1.38E-05 | 7.39E-06 | 2.12E-05
6.88E-06 | 4.77E-04 | 1.03E-04 | -4.20E-09 | 4.36E-06 | 6.19E-06 | 1.05E-05
3.69E-05 | 6.32E-04 | 4.18E-04 | -2.26E-08 | 8.16E-06 | 6.80E-06 | 1.50E-05
1.24E-04 | 6.51E-04 | 1.33E-03 | -7.44E-08 [ 1.40E-05| 7.12E-06 | 2.11E-05
1.55E-05 | 3.32E-04 | 3.25E-04 | -9.23E-09 [ 9.81E-06 | 5.74E-06 | 1.55E-05
6.03E-05 | 4.88E-04 | 8.60E-04 | -3.60E-08 | 1.34E-05| 6.29E-06| 1.97E-05
1.32E-04 | 6.24E-04 | 1.48E-03 | -7.93E-08 [ 1.43E-05| 7.39E-06| 2.17E-05
4.82E-05 | 4.98E-04 | 6.73E-04 | -2.88E-08 [ 1.27E-05| 6.07E-06 | 1.88E-05
6.40E-05 [ 5.03E-04 | 8.85E-04 | -3.82E-08 | 1.37E-05| 6.29E-06 | 2.00E-05
1.40E-04 | 6.44E-04 | 1.52E-03 | -8.40E-08 [ 1.47E-05| 7.39E-06| 2.21E-05

Table 15. Molar ratio from corrected air volume ratio, with error.
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P tot,ref

PSIA kPa
Value | 0Py i/ OPiotrer | Prec. Er. | Bias Er. | Tot. Er. || Value | Prec. Er. | Bias Er. | Tot. Er.
7.69 1.00 0.05 0.13 0.18 || 53.01 0.34 0.86 1.21
7.88 1.00 0.05 0.13 0.18 || 54.32 0.34 0.86 1.21
9.79 1.00 0.05 0.13 0.18 || 67.48 0.34 0.86 1.21
6.07 1.00 0.05 0.13 0.18 | 41.84 0.34 0.86 1.21
7.88 1.00 0.05 0.13 0.18 || 54.32 0.34 0.86 1.21
9.14 1.00 0.05 0.13 0.18 || 63.00 0.34 0.86 1.21
6.14 1.00 0.05 0.13 0.18 || 42.32 0.34 0.86 1.21
7.88 1.00 0.05 0.13 0.18 || 54.32 0.34 0.86 1.21
9.79 1.00 0.05 0.13 0.18 || 67.48 0.34 0.86 1.21
7.61 1.00 0.05 0.13 0.18 | 52.45 0.34 0.86 1.21
7.88 1.00 0.05 0.13 0.18 || 54.32 0.34 0.86 1.21
9.79 1.00 0.05 0.13 0.18 || 67.48 0.34 0.86 1.21

Table 16. Reference total pressure, with error.
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P sat,ref

PSIA kPa
Value | OPgrei/OPsatret | Prec. Er. | Bias Er. | Tot. Er. | Value | Prec. Er. | Bias Er. | Tot. Er.
3.78 -1.00 0.00 0.07 0.07 | 26.06 0.02 0.49 0.52
4.29 -1.00 0.00 0.07 0.07 | 29.60 0.02 0.49 0.52
4.01 -1.00 0.00 0.07 0.07 | 27.61 0.02 0.49 0.52
3.90 -1.00 0.00 0.07 0.07 | 2691 0.02 0.49 0.52
4.29 -1.00 0.00 0.07 0.07 | 29.60 0.02 0.49 0.52
3.92 -1.00 0.00 0.07 0.07 | 27.04 0.02 0.49 0.52
3.87 -1.00 0.00 0.07 0.07 | 26.70 0.02 0.49 0.52
4.29 -1.00 0.00 0.07 0.07 | 29.60 0.02 0.49 0.52
4.01 -1.00 0.00 0.07 0.07 | 27.61 0.02 0.49 0.52
4.07 -1.00 0.00 0.07 0.07 | 28.03 0.02 0.49 0.52
4.29 -1.00 0.00 0.07 0.07 | 29.60 0.02 0.49 0.52
4.01 -1.00 0.00 0.07 0.07 | 27.61 0.02 0.49 0.52

Table 17. Reference saturation pressure, with error.
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T, ch,ref

°C
Value apFC,ref/ oT, ch,ref 6pair’ref/ oT, ch,ref 6Psat,ref/ oT, ch,ref Prec. Er. Bias Er. Tot. Er.
20.99 -2.61 0.00 0.49 0.05 1.00 1.05
24.09 -2.61 0.00 0.49 0.05 1.00 1.05
22.39 -2.61 0.00 0.49 0.05 1.00 1.05
21.77 -2.61 0.00 0.49 0.05 1.00 1.05
24.09 -2.61 0.00 0.49 0.05 1.00 1.05
21.88 -2.61 0.00 0.49 0.05 1.00 1.05
21.58 -2.61 0.00 0.49 0.05 1.00 1.05
24.09 -2.61 0.00 0.49 0.05 1.00 1.05
22.39 -2.61 0.00 0.49 0.05 1.00 1.05
22.776 -2.61 0.00 0.49 0.05 1.00 1.05
24.09 -2.61 0.00 0.49 0.05 1.00 1.05
22.39 -2.61 0.00 0.49 0.05 1.00 1.05

Table 18. Reference chamber temperature, with error.
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P g.ref

PSIA kPa
Value 6C*/0szref Prec. Er. | Bias Er. | Tot. Er. | Value | 0pairrei/OPgret | Prec. Er. | Bias Er. | Tot. Er.
3.91 -0.02 0.05 0.14 0.13 || 26.95 0.00 0.35 0.99 1.34
3.59 -0.03 0.05 0.14 0.13 || 24.71 0.00 0.35 0.99 1.34
5.78 -0.04 0.05 0.14 0.13 || 39.87 0.00 0.35 0.99 1.34
2.17 -0.03 0.05 0.14 0.13 | 14.93 0.00 0.35 0.99 1.34
3.59 -0.03 0.05 0.14 0.13 || 24.71 0.00 0.35 0.99 1.34
5.22 -0.04 0.05 0.14 0.13 || 35.97 0.00 0.35 0.99 1.34
2.27 -0.02 0.05 0.14 0.13 | 15.62 0.00 0.35 0.99 1.34
3.59 -0.03 0.05 0.14 0.13 || 24.71 0.00 0.35 0.99 1.34
5.78 -0.04 0.05 0.14 0.13 || 39.87 0.00 0.35 0.99 1.34
3.54 -0.02 0.05 0.14 0.13 | 24.42 0.00 0.35 0.99 1.34
3.59 -0.03 0.05 0.14 0.13 || 24.71 0.00 0.35 0.99 1.34
5.78 -0.04 0.05 0.14 0.13 || 39.87 0.00 0.35 0.99 1.34

Table 19. Reference partial pressure, with error.
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pFC,_ref

Pairref

kg/m3 kg/m3
Value 6C*/6ch,ref Prec. Er. | Bias Er. | Tot. Er. | Value 0C*/6pair,ref Prec. Er. | Bias Er. | Tot. Er.
1685.22 0.00 0.13 2.61 274 0.03 2.74 0.00 0.00 0.00
1677.13 0.00 0.13 2.61 2741 0.03 3.83 0.00 0.00 0.00
1681.56 0.00 0.13 2.61 274 0.05 4.71 0.00 0.00 0.00
1683.18 0.00 0.13 2.61 274 | 0.02 3.08 0.00 0.00 0.00
1677.13 0.00 0.13 2.61 274 0.03 3.96 0.00 0.00 0.00
1682.89 0.00 0.13 2.61 274 | 0.04 4.53 0.00 0.00 0.00
1683.68 0.00 0.13 2.61 274 0.02 2.85 0.00 0.00 0.00
1677.13 0.00 0.13 2.61 274 0.03 3.83 0.00 0.00 0.00
1681.56 0.00 0.13 2.61 274 0.05 4.71 0.00 0.00 0.00
1680.60 0.00 0.13 2.61 274 0.03 3.03 0.00 0.00 0.00
1677.13 0.00 0.13 2.61 274 0.03 3.83 0.00 0.00 0.00
1681.56 0.00 0.13 2.61 274 0.05 4.71 0.00 0.00 0.00

Table 20. Reference FC-72 and air densities, with error.
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M*, from Henry’s law

M from Henry’s law

Value | Prec. Er. | Bias Er. | Tot. Er. Value Prec. Er. | Bias Er. Tot. Er.
1.46E-03 | 1.87E-05 | 5.36E-05 | 7.22E-05| 1.53E-03 | 5.71E-05| 7.99E-05| 1.37E-04
1.33E-03 | 1.87E-05 | 5.36E-05 | 7.22E-05| 1.50E-03 | 5.52E-05| 8.00E-05| 1.35E-04
2.15E-03 | 1.87E-05 | 5.36E-05 | 7.22E-05| 2.15E-03 | 7.48E-05| 8.56E-05| 1.60E-04
8.06E-04 | 1.87E-05 | 5.36E-05 | 7.22E-05| 3.07E-04 | 1.32E-04 | 1.18E-04 | 2.49E-04
1.33E-03 | 1.87E-05 | 5.36E-05 | 7.22E-05| 9.99E-04 | 1.84E-04 | 1.28E-04 | 3.12E-04
1.94E-03 | 1.87E-05 | 5.36E-05 | 7.22E-05| 2.45E-03 | 7.17E-05| 8.83E-05| 1.60E-04
8.44E-04 | 1.87E-05 | 5.36E-05 | 7.22E-05| 7.18E-04 | 8.21E-05| 7.65E-05| 1.59E-04
1.33E-03 | 1.87E-05 | 5.36E-05 | 7.22E-05| 1.63E-03 | 6.23E-05| 8.00E-05| 1.42E-04
2.15E-03 | 1.87E-05 | 5.36E-05 | 7.22E-05| 2.35E-03 | 7.78E-05| 8.56E-05| 1.63E-04
1.32E-03 | 1.87E-05 | 5.36E-05 | 7.22E-05| 1.71E-03 | 6.75E-05| 7.99E-05| 1.47E-04
1.33E-03 | 1.87E-05 | 5.36E-05 | 7.22E-05| 1.74E-03 | 5.87E-05| 8.00E-05| 1.39E-04
2.15E-03 | 1.87E-05 | 5.36E-05 | 7.22E-05| 2.49E-03 | 8.09E-05| 8.56E-05| 1.66E-04

Table 21. Molar ratios calculated using Henry’s law, with error.
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P tot

PSIA kPa

Value | 0P,/0P: | Prec. Er. | Bias Er. | Tot. Er. | Value | Prec. Er. | Bias Er. | Tot. Er.
8.38 1.00 0.14 0.13 0.27 | 57.76 0.97 0.86 1.83
8.30 1.00 0.14 0.13 0.27 || 57.21 0.97 0.86 1.83
10.56 1.00 0.15 0.13 0.28 || 72.79 1.03 0.86 1.90
8.72 1.00 0.31 0.13 0.44 || 60.11 2.14 0.86 3.00
11.57 1.00 0.31 0.13 0.44 | 79.75 2.14 0.86 3.00
11.66 1.00 0.17 0.13 0.30 | 80.37 1.17 0.86 2.03
5.84 1.00 0.19 0.13 0.32 || 40.25 1.31 0.86 2.17
8.66 1.00 0.17 0.13 0.30 | 59.69 1.17 0.86 2.03
11.11 1.00 0.16 0.13 0.29 | 76.58 1.10 0.86 1.96
8.87 1.00 0.17 0.13 0.30 || 61.14 1.17 0.86 2.03
8.94 1.00 0.15 0.13 0.28 | 61.62 1.03 0.86 1.90
11.50 1.00 0.17 0.13 0.30 | 79.27 1.17 0.86 2.03

Table 22. Total pressure, with error.
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P sat

PSIA kPa
Value | 0P,/0P, | Prec. Er. | Bias Er. | Tot. Er. | Value | Prec. Er. | Bias Er. | Tot. Er.
4.28 -1.00 0.06 0.17 0.24 || 29.49 0.43 1.20 1.64
4.29 -1.00 0.05 0.17 0.22 | 29.55 0.34 1.20 1.54
4.83 -1.00 0.12 0.19 0.31] 33.29 0.84 1.33 2.17
7.89 -1.00 0.17 0.29 0.46 || 54.41 1.18 2.00 3.18
8.93 -1.00 0.39 0.32 0.71 | 61.53 2.70 2.21 491
5.09 -1.00 0.07 0.20 0.27 || 35.06 0.47 1.39 1.86
3.95 -1.00 0.09 0.16 0.26 || 27.24 0.64 1.13 1.77
4.29 -1.00 0.05 0.17 0.22 | 29.55 0.34 1.20 1.54
4.83 -1.00 0.12 0.19 0.31] 33.29 0.84 1.33 2.17
4.28 -1.00 0.06 0.17 0.24 || 29.49 0.43 1.20 1.64
4.29 -1.00 0.05 0.17 0.22 | 29.55 0.34 1.20 1.54
4.83 -1.00 0.12 0.19 0.31] 33.29 0.84 1.33 2.17

Table 23. Saturation pressure, with error.
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Tch

°C
Value | 0prc/0Tch | 0pair/OTeh | OPsat/OTen | Prec. Er. | Bias Er. | Tot. Er.
24.00 -2.61 0.00 1.20 0.36 1.00 1.36
24.05 -2.61 0.00 1.20 0.28 1.00 1.28
27.00 -2.61 0.00 1.33 0.63 1.00 1.63
39.82 -2.61 0.00 2.00 0.59 1.00 1.59
43.20 -2.61 0.00 2.21 1.22 1.00 2.22
28.30 -2.61 0.00 1.39 0.34 1.00 1.34
22.06 -2.61 0.00 1.13 0.57 1.00 1.57
24.05 -2.61 0.00 1.20 0.28 1.00 1.28
27.00 -2.61 0.00 1.33 0.63 1.00 1.63
24.00 -2.61 0.00 1.20 0.36 1.00 1.36
24.05 -2.61 0.00 1.20 0.28 1.00 1.28
27.00 -2.61 0.00 1.33 0.63 1.00 1.63

Table 24. Chamber temperature, with error.
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Py

PSIA kPa
Value | dC'/0P, | Prec. Er. | Bias Er. | Tot. Er. | Value | 3p,i/0P, | Prec. Er. | Bias Er. | Tot. Er.
4.10 0.02 0.15 0.21 0.37] 28.27 0.00 1.06 1.48 2.54
4.01 0.03 0.15 0.21 0.36 || 27.66 0.00 1.02 1.48 2.50
5.73 0.04 0.19 0.23 0.42 ] 39.50 0.00 1.33 1.59 2.92
0.83 0.07 0.35 0.32 0.67] 5.69 0.00 2.44 2.18 4.62
2.64 0.04 0.50 0.34 0.84 ] 18.22 0.00 3.44 2.38 5.82
6.57 0.03 0.18 0.24 0.42 ] 45.31 0.00 1.26 1.63 2.90
1.89 0.03 0.21 0.21 0.42 ] 13.02 0.00 1.46 1.42 2.88
4.37 0.03 0.18 0.21 0.39] 30.14 0.00 1.22 1.48 2.70
6.28 0.04 0.20 0.23 0.43 ] 43.29 0.00 1.39 1.59 2.97
4.59 0.02 0.18 0.21 0.40 ]| 31.65 0.00 1.25 1.48 2.73
4.65 0.02 0.16 0.21 0.37] 32.07 0.00 1.09 1.48 2.57
6.67 0.03 0.21 0.23 0.44 || 45.98 0.00 1.44 1.59 3.03

Table 25. Partial pressure, with error.
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PFC Pair
kg/m3 kg/m3
Value | C'/dpgc | Prec. Er. | Bias Er. | Tot. Er. | Value | dC'/dp,i. | Prec. Er. | Bias Er. | Tot. Er.
1677.36 0.00 0.94 2.61 3.55| 0.03 -2.64 0.00 0.00 0.00
1677.23 0.00 0.73 2.61 334 0.03 -3.43 0.00 0.00 0.00
1669.53 0.00 1.64 2.61 425| 0.05 -4.83 0.00 0.00 0.00
1636.07 0.00 1.54 2.61 4.15] 0.01 -8.57 0.00 0.00 0.01
1627.25 0.00 3.18 2.61 5791 0.02 -5.72 0.00 0.00 0.01
1666.14 0.00 0.89 2.61 3.50| 0.05 -3.68 0.00 0.00 0.00
1682.42 0.00 1.49 2.61 410 0.02 -3.43 0.00 0.00 0.00
1677.23 0.00 0.73 2.61 334 0.04 -3.14 0.00 0.00 0.00
1669.53 0.00 1.64 2.61 425| 0.05 -4.40 0.00 0.00 0.00
1677.36 0.00 0.94 2.61 3.55| 0.04 -2.35 0.00 0.00 0.00
1677.23 0.00 0.73 2.61 334 0.04 -2.95 0.00 0.00 0.00
1669.53 0.00 1.64 2.61 425| 0.05 -4.15 0.00 0.00 0.00

Table 26

. FC-72 and air densities, with error.
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